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SECTION 26 05 11 
REQUIREMENTS FOR ELECTRICAL INSTALLATIONS  

PART 1 - GENERAL 

1.1 DESCRIPTION 

A. This section applies to all sections of Division  26. 

B. Furnish and install electrical systems, material s, equipment, and 

accessories in accordance with the specifications a nd drawings.  

Capacities and ratings of motors, transformers, con ductors and cable, 

switchboards, switchgear, panelboards, motor contro l centers, 

generators, automatic transfer switches, and other items and 

arrangements for the specified items are shown on t he drawings. 

C. Conductor ampacities specified or shown on the d rawings are based on 

copper conductors, with the conduit and raceways si zed per NEC. 

Aluminum conductors are prohibited. 

1.2 MINIMUM REQUIREMENTS 

A. The International Building Code (IBC), National Electrical Code (NEC), 

Underwriters Laboratories, Inc. (UL), and National Fire Protection 

Association (NFPA) codes and standards are the mini mum requirements for 

materials and installation. 

B. The drawings and specifications shall govern in those instances where 

requirements are greater than those stated in the a bove codes and 

standards. 

1.3 TEST STANDARDS 

A. All materials and equipment shall be listed, lab eled, or certified by a 

Nationally Recognized Testing Laboratory (NRTL) to meet Underwriters 

Laboratories, Inc. (UL), standards where test stand ards have been 

established. Materials and equipment which are not covered by UL 

standards will be accepted, providing that material s and equipment are 

listed, labeled, certified or otherwise determined to meet the safety 

requirements of a NRTL. Materials and equipment whi ch no NRTL accepts, 

certifies, lists, labels, or determines to be safe,  will be considered 

if inspected or tested in accordance with national industrial 

standards, such as ANSI, NEMA, and NETA. Evidence o f compliance shall 

include certified test reports and definitive shop drawings. 

B. Definitions: 

1. Listed: Materials and equipment included in a li st published by an 

organization that is acceptable to the Authority Ha ving Jurisdiction 

and concerned with evaluation of products or servic es, that 
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maintains periodic inspection of production or list ed materials and 

equipment or periodic evaluation of services, and w hose listing 

states that the materials and equipment either meet s appropriate 

designated standards or has been tested and found s uitable for a 

specified purpose. 

2. Labeled: Materials and equipment to which has be en attached a label, 

symbol, or other identifying mark of an organizatio n that is 

acceptable to the Authority Having Jurisdiction and  concerned with 

product evaluation, that maintains periodic inspect ion of production 

of labeled materials and equipment, and by whose la beling the 

manufacturer indicates compliance with appropriate standards or 

performance in a specified manner. 

3. Certified: Materials and equipment which: 

a. Have been tested and found by a NRTL to meet nat ionally 

recognized standards or to be safe for use in a spe cified manner. 

b. Are periodically inspected by a NRTL. 

c. Bear a label, tag, or other record of certificat ion. 

4. Nationally Recognized Testing Laboratory: Testin g laboratory which 

is recognized and approved by the Secretary of Labo r in accordance 

with OSHA regulations. 

1.4 QUALIFICATIONS (PRODUCTS AND SERVICES)  

A. Manufacturer’s Qualifications: The manufacturer shall regularly and 

currently produce, as one of the manufacturer's pri ncipal products, the 

materials and equipment specified for this project,  and shall have 

manufactured the materials and equipment for at lea st three years. 

B. Product Qualification: 

1. Manufacturer's materials and equipment shall hav e been in 

satisfactory operation, on three installations of s imilar size and 

type as this project, for at least three years. 

2. The Government reserves the right to require the  Contractor to 

submit a list of installations where the materials and equipment 

have been in operation before approval. 

C. Service Qualifications: There shall be a permane nt service organization 

maintained or trained by the manufacturer which wil l render 

satisfactory service to this installation within ei ght hours of receipt 

of notification that service is needed. Submit name  and address of 

service organizations. 
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1.5 APPLICABLE PUBLICATIONS 

A. Applicable publications listed in all Sections o f Division 26 are the 

latest issue, unless otherwise noted. 

B. Products specified in all sections of Division 2 6 shall comply with the 

applicable publications listed in each section. 

1.6 MANUFACTURED PRODUCTS 

A. Materials and equipment furnished shall be of cu rrent production by 

manufacturers regularly engaged in the manufacture of such items, and 

for which replacement parts shall be available. 

B. When more than one unit of the same class or typ e of materials and 

equipment is required, such units shall be the prod uct of a single 

manufacturer. 

C. Equipment Assemblies and Components: 

1. Components of an assembled unit need not be prod ucts of the same 

manufacturer. 

2. Manufacturers of equipment assemblies, which inc lude components made 

by others, shall assume complete responsibility for  the final 

assembled unit. 

3. Components shall be compatible with each other a nd with the total 

assembly for the intended service. 

4. Constituent parts which are similar shall be the  product of a single 

manufacturer. 

D. Factory wiring and terminals shall be identified  on the equipment being 

furnished and on all wiring diagrams. 

E. When Factory Testing Is Specified: 

1. The Government shall have the option of witnessi ng factory tests. 

The Contractor shall notify the Government through the Project 

Engineer a minimum of 15 working days prior to the manufacturer’s 

performing the factory tests. 

2. Two copies of certified test reports shall be fu rnished to the 

Project Engineer two weeks prior to final inspectio n and not more 

than 90 days after completion of the tests. 

3. When materials and equipment fail factory tests,  and re-testing and 

re-inspection is required, the Contractor shall be liable for all 

additional expenses for the Government to witness r e-testing. 

1.7 VARIATIONS FROM CONTRACT REQUIREMENTS 

A. Where the Government or the Contractor requests variations from the 

contract requirements, the connecting work and rela ted components shall 
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include, but not be limited to additions or changes  to branch circuits, 

circuit protective devices, conduits, wire, feeders , controls, panels 

and installation methods. 

1.8 MATERIALS AND EQUIPMENT PROTECTION 

A. Materials and equipment shall be protected durin g shipment and storage 

against physical damage, vermin, dirt, corrosive su bstances, fumes, 

moisture, cold and rain. 

1. Store materials and equipment indoors in clean d ry space with 

uniform temperature to prevent condensation.   

2. During installation, equipment shall be protecte d against entry of 

foreign matter, and be vacuum-cleaned both inside a nd outside before 

testing and operating.  Compressed air shall not be  used to clean 

equipment.  Remove loose packing and flammable mate rials from inside 

equipment. 

3. Damaged equipment shall be repaired or replaced,  as determined by 

the Project Engineer. 

4. Painted surfaces shall be protected with factory  installed removable 

heavy kraft paper, sheet vinyl or equal. 

5. Damaged paint on equipment shall be refinished w ith the same quality 

of paint and workmanship as used by the manufacture r so repaired 

areas are not obvious. 

1.9 WORK PERFORMANCE 

A. All electrical work shall comply with the requir ements of NFPA 70 

(NEC), NFPA 70B, NFPA 70E, OSHA Part 1910 subpart J  – General 

Environmental Controls, OSHA Part 1910 subpart K – Medical and First 

Aid, and OSHA Part 1910 subpart S – Electrical, in addition to other 

references required by contract. 

B. Job site safety and worker safety is the respons ibility of the 

Contractor. 

C. Electrical work shall be accomplished with all a ffected circuits or 

equipment de-energized.  

D. For work that affects existing electrical system s, arrange, phase and 

perform work to assure minimal interference with no rmal functioning of 

the facility. E. New work shall be installed and co nnected to existing 

work neatly, safely and professionally. Disturbed o r damaged work shall 

be replaced or repaired to its prior conditions, as  required by Section 

01 00 00, GENERAL REQUIREMENTS. 
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F. Coordinate location of equipment and conduit wit h other trades to 

minimize interference. 

1.10 EQUIPMENT INSTALLATION AND REQUIREMENTS 

A. Equipment location shall be as close as practica l to locations shown on 

the drawings. 

B. Working clearances shall not be less than specif ied in the NEC. 

C. Inaccessible Equipment: 

1. Where the Government determines that the Contrac tor has installed 

equipment not readily accessible for operation and maintenance, the 

equipment shall be removed and reinstalled as direc ted at no 

additional cost to the Government. 

2. "Readily accessible” is defined as being capable  of being reached 

quickly for operation, maintenance, or inspections without the use 

of ladders, or without climbing or crawling under o r over obstacles 

such as, but not limited to, motors, pumps, belt gu ards, 

transformers, piping, ductwork, conduit and raceway s. 

1.11 EQUIPMENT IDENTIFICATION 

A. In addition to the requirements of the NEC, inst all an identification 

sign which clearly indicates information required f or use and 

maintenance of items such as switchboards and switc hgear, panelboards, 

cabinets, motor controllers, fused and non-fused sa fety switches, 

generators, automatic transfer switches, separately  enclosed circuit 

breakers, individual breakers and controllers in sw itchboards, 

switchgear and motor control assemblies, control de vices and other 

significant equipment. 

B. Identification signs for Normal Power System equ ipment shall be 

laminated black phenolic resin with a white core wi th engraved 

lettering.  Identification signs for Essential Elec trical System (EES) 

equipment, as defined in the NEC, shall be laminate d red phenolic resin 

with a white core with engraved lettering. Letterin g shall be a minimum 

of 12 mm (1/2 inch) high. Identification signs shal l indicate equipment 

designation, rated bus amperage, voltage, number of  phases, number of 

wires, and type of EES power branch as applicable.  Secure nameplates 

with screws. 

C. Install adhesive arc flash warning labels on all  equipment as required 

by NFPA 70E.  Label shall indicate the arc hazard b oundary (inches), 

working distance (inches), arc flash incident energ y at the working 

distance (calories/cm2), required PPE category and description 
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including the  glove rating, voltage rating of the equipment, limited 

approach distance (inches), restricted approach dis tance (inches), 

prohibited approach distance (inches), equipment/bu s name, date 

prepared, and manufacturer name and address. 

1.12 SUBMITTALS 

A. Submit to the Project Engineer in accordance wit h Section 01 33 23, 

SHOP DRAWINGS, PRODUCT DATA, AND SAMPLES.  

B. The Government's approval shall be obtained for all materials and 

equipment before delivery to the job site.  Deliver y, storage or 

installation of materials and equipment which has n ot had prior 

approval will not be permitted. 

C. All submittals shall include six copies of adequ ate descriptive 

literature, catalog cuts, shop drawings, test repor ts, certifications, 

samples, and other data necessary for the Governmen t to ascertain that 

the proposed materials and equipment comply with dr awing and 

specification requirements.  Catalog cuts submitted  for approval shall 

be legible and clearly identify specific materials and equipment being 

submitted. 

D. Submittals for individual systems and equipment assemblies which 

consist of more than one item or component shall be  made for the system 

or assembly as a whole.  Partial submittals will no t be considered for 

approval. 

1. Mark the submittals, "SUBMITTED UNDER SECTION___ _______________". 

2. Submittals shall be marked to show specification  reference including 

the section and paragraph numbers. 

3. Submit each section separately. 

E. The submittals shall include the following: 

1. Information that confirms compliance with contra ct requirements. 

Include the manufacturer's name, model or catalog n umbers, catalog 

information, technical data sheets, shop drawings, manuals, 

pictures, nameplate data, VA contract number, VA pr oject number, VA 

project title, specification number and applicable paragraphs and 

test reports as required. 

2. Elementary and interconnection wiring diagrams f or communication and 

signal systems, control systems, and equipment asse mblies. All 

terminal points and wiring shall be identified on w iring diagrams. 

3. Parts list which shall include information for r eplacement parts and 

ordering instructions, as recommended by the equipm ent manufacturer. 
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F. Maintenance and Operation Manuals:  

1. Submit as required for systems and equipment spe cified in the 

technical sections. Furnish two copies, electronic PDF format and in 

hardcover binders or an approved equivalent. 

2. Inscribe the following identification on the cov er: the words 

"MAINTENANCE AND OPERATION MANUAL," the name and lo cation of the 

system, material, equipment, building, name of Cont ractor, VA 

contract number, VA project number, VA project titl e, specification 

number and applicable paragraphs. Include in the ma nual the names, 

addresses, and telephone numbers of each subcontrac tor installing 

the system or equipment and the local representativ es for the 

material or equipment. 

3. Provide a table of contents and assemble the man ual to conform to 

the table of contents, with tab sheets placed befor e instructions 

covering the subject. The instructions shall be leg ible and easily 

read, with large sheets of drawings folded in. 

4. The manuals shall include: 

a. Internal and interconnecting wiring and control diagrams with 

data to explain detailed operation and control of t he equipment. 

b. A control sequence describing start-up, operatio n, and shutdown. 

c. Description of the function of each principal it em of equipment. 

d. Installation instructions. 

e. Safety precautions for operation and maintenance . 

f. Diagrams and illustrations. 

g. Periodic maintenance and testing procedures and frequencies, 

including replacement parts numbers. 

h. Performance data. 

i. Pictorial "exploded" parts list with part number s. Emphasis shall 

be placed on the use of special tools and instrumen ts.  The list 

shall indicate sources of supply, recommended spare  and 

replacement parts, and name of servicing organizati on. 

j. List of factory approved or qualified permanent servicing 

organizations for equipment repair and periodic tes ting and 

maintenance, including addresses and factory certif ication 

qualifications. 

G. Approvals will be based on complete submission o f shop drawings, 

manuals, test reports, certifications, and samples as applicable. 
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1.13 SINGULAR NUMBER  

A. Where any device or part of equipment is referre d to in these 

specifications in the singular number (e.g., "the s witch"), this 

reference shall be deemed to apply to as many such devices as are 

required to complete the installation as shown on t he drawings. 

1.14 ACCEPTANCE CHECKS AND TESTS 

A. The Contractor shall furnish the instruments, ma terials, and labor for 

tests. 

B. Where systems are comprised of components specif ied in more than one 

section of Division 26, the Contractor shall coordi nate the 

installation, testing, and adjustment of all compon ents between various 

manufacturer’s representatives and technicians so t hat a complete, 

functional, and operational system is delivered to the Government. 

C. When test results indicate any defects, the Cont ractor shall repair or 

replace the defective materials or equipment, and r epeat the tests.  

Repair, replacement, and retesting shall be accompl ished at no 

additional cost to the Government. 

1.15 WARRANTY 

A. All work performed and all equipment and materia l furnished under this 

Division shall be free from defects and shall remai n so for a period of 

one year from the date of acceptance of the entire installation by the 

Contracting Officer for the Government. 

1.16 INSTRUCTION 

A. Instruction to designated Government personnel s hall be provided for 

the particular equipment or system as required in e ach associated 

technical specification section. 

B. Furnish the services of competent instructors to  give full instruction 

in the adjustment, operation, and maintenance of th e specified 

equipment and system, including pertinent safety re quirements.  

Instructors shall be thoroughly familiar with all a spects of the 

installation, and shall be trained in operating the ory as well as 

practical operation and maintenance procedures. 

C. A training schedule shall be developed and submi tted by the Contractor 

and approved by the Project Engineer at least 30 da ys prior to the 

planned training. 

PART 2 - PRODUCTS (NOT USED) 

PART 3 - EXECUTION (NOT USED) 

---END--- 
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SECTION 26 05 21 
LOW-VOLTAGE ELECTRICAL POWER CONDUCTORS AND CABLES 

PART 1 - GENERAL 

1.1 DESCRIPTION 

A. This section specifies the furnishing, installat ion, connection, and 

testing of the electrical conductors and cables for  use in electrical 

systems rated 600 V and below, indicated as cable(s ), conductor(s), 

wire, or wiring in this section. 

1.2 RELATED WORK 

A. Section 07 84 00, FIRESTOPPING: Sealing around p enetrations to maintain 

the integrity of fire-resistant rated construction.  

B. Section 26 05 11, REQUIREMENTS FOR ELECTRICAL IN STALLATIONS: 

Requirements that apply to all sections of Division  26. 

C. Section 26 05 26, GROUNDING AND BONDING FOR ELEC TRICAL SYSTEMS: 

Requirements for personnel safety and to provide a low impedance path 

for possible ground fault currents. 

D. Section 26 05 33, RACEWAY AND BOXES FOR ELECTRIC AL SYSTEMS: Conduits 

for conductors and cables. 

1.3 QUALITY ASSURANCE 

A. Refer to Paragraph, QUALIFICATIONS (PRODUCTS AND  SERVICES), in Section 

26 05 11, REQUIREMENTS FOR ELECTRICAL INSTALLATIONS . 

1.4 FACTORY TESTS 

A. Conductors and cables shall be thoroughly tested  at the factory per 

NEMA to ensure that there are no electrical defects . Factory tests 

shall be certified.  

1.5 APPLICABLE PUBLICATIONS 

A. Publications listed below (including amendments,  addenda, revisions, 

supplements and errata) form a part of this specifi cation to the extent 

referenced. Publications are reference in the text by designation only. 

B. American Society of Testing Material (ASTM): 

D2301-10................Standard Specification for Vinyl Chloride 

Plastic Pressure-Sensitive Electrical 

Insulating Tape 

D2304-10................Test Method for Thermal End urance of Rigid 

Electrical Insulating Materials 

D3005-10................Low-Temperature Resistant V inyl Chloride 

Plastic Pressure-Sensitive Electrical 

Insulating Tape 
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C. National Electrical Manufacturers Association (N EMA): 

WC 70-09................Power Cables Rated 2000 Vol ts or Less for the 

Distribution of Electrical Energy 

D. National Fire Protection Association (NFPA): 

70-11...................National Electrical Code (N EC) 

E. Underwriters Laboratories, Inc. (UL): 

44-10...................Thermoset-Insulated Wires a nd Cables 

83-08...................Thermoplastic-Insulated Wir es and Cables 

467-07..................Grounding and Bonding Equip ment 

486A-486B-03............Wire Connectors 

486C-04.................Splicing Wire Connectors 

486D-05.................Sealed Wire Connector Syste ms 

486E-09.................Equipment Wiring Terminals for Use with 

Aluminum and/or Copper Conductors 

493-07..................Thermoplastic-Insulated Und erground Feeder and 

Branch Circuit Cables 

514B-04.................Conduit, Tubing, and Cable Fittings 

 
PART 2 - PRODUCTS  

2.1 CONDUCTORS AND CABLES 

A. Conductors and cables shall be in accordance wit h NEMA, UL, as 

specified herein, and as shown on the drawings. 

B. All conductors shall be copper. 

C. Single Conductor and Cable: 

1. No. 12 AWG: Minimum size, except where smaller s izes are specified 

herein or shown on the drawings. 

2. No. 8 AWG and larger: Stranded. 

3. No. 10 AWG and smaller: Solid; except shall be s tranded for final 

connection to motors, transformers, and vibrating e quipment. 

4. Insulation: THHN-THWN and XHHW-2.   

D. Color Code: 

1. No. 10 AWG and smaller: Solid color insulation o r solid color 

coating. 

2. No. 8 AWG and larger: Color-coded using one of t he following 

methods: 

a. Solid color insulation or solid color coating. 

b. Stripes, bands, or hash marks of color specified . 

c. Color using 19 mm (0.75 inches) wide tape.  
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4. For modifications and additions to existing wiri ng systems, color 

coding shall conform to the existing wiring system.  

5. Conductors shall be color-coded as follows: 

208/120 V Phase 480/277 V 

Black A Brown 

Red B Orange 

Blue C Yellow 

White Neutral Gray * 

* or white with colored (other than green) tracer. 

 

6. Lighting circuit “switch legs”, and 3-way and 4- way switch 

“traveling wires,” shall have color coding that is unique and 

distinct (e.g., pink and purple) from the color cod ing indicated 

above. The unique color codes shall be solid and in  accordance with 

the NEC. 7. Color code for isolated power system wi ring shall be 

in accordance with the NEC. 

2.2 SPLICES 

A. Splices shall be in accordance with NEC and UL. 

B. Above Ground Splices for No. 10 AWG and Smaller:  

1. Solderless, screw-on, reusable pressure cable ty pe, with integral 

insulation, approved for copper and aluminum conduc tors. 

2. The integral insulator shall have a skirt to com pletely cover the 

stripped conductors. 

3. The number, size, and combination of conductors used with the 

connector, as listed on the manufacturer's packagin g, shall be 

strictly followed. 

C. Above Ground Splices for No. 8 AWG to No. 4/0 AW G: 

1. Compression, hex screw, or bolt clamp-type of hi gh conductivity and 

corrosion-resistant material, listed for use with c opper and 

aluminum conductors. 

2. Insulate with materials approved for the particu lar use, location, 

voltage, and temperature. Insulation level shall be  not less than 

the insulation level of the conductors being joined . 

3. Splice and insulation shall be product of the sa me manufacturer. 

4. All bolts, nuts, and washers used with splices s hall be zinc-plated 

steel. 

D. Above Ground Splices for 250 kcmil and Larger: 
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1. Long barrel “butt-splice” or “sleeve” type compr ession connectors, 

with minimum of two compression indents per wire, l isted for use 

with copper and aluminum conductors. 

2. Insulate with materials approved for the particu lar use, location, 

voltage, and temperature. Insulation level shall be  not less than 

the insulation level of the conductors being joined . 

3. Splice and insulation shall be product of the sa me manufacturer. 

2.3 CONNECTORS AND TERMINATIONS 

A. Mechanical type of high conductivity and corrosi on-resistant material, 

listed for use with copper and aluminum conductors.   Mechanical type 

terminations are NOT allowed on feeder conductors, provide crimp type 

connections. 

B. Long barrel compression type of high conductivit y and 

corrosion-resistant material, with minimum of two c ompression indents 

per wire, listed for use with copper and aluminum c onductors.  Provide 

irreversible compression type termination ONLY on a ll feeder 

conductors. 

C. All bolts, nuts, and washers used to connect con nections and 

terminations to bus bars or other termination point s shall be zinc-

plated steel.   

2.4 CONTROL WIRING 

A. Unless otherwise specified elsewhere in these sp ecifications, control 

wiring shall be as specified herein, except that th e minimum size shall 

be not less than No. 22 AWG.  Low voltage control w iring (48 volts and 

lower) may also utilize cables that include twisted  pairs of conductors 

within an overall jacket. 

B. Control wiring shall be sized such that the volt age drop under in-rush 

conditions does not adversely affect operation of t he controls. 

2.5 WIRE LUBRICATING COMPOUND 

A. Lubricating compound shall be suitable for the w ire insulation and 

conduit, and shall not harden or become adhesive. 

PART 3 - EXECUTION  

3.1 GENERAL  

A. Install conductors in accordance with the NEC, a s specified, and as 

shown on the drawings. 

B. Install all conductors in raceway systems. 

C. Splice conductors only in outlet boxes, junction  boxes, pullboxes, 

manholes, or handholes. 
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D. Conductors of different systems (e.g., 120 V and  277 V) shall not be 

installed in the same raceway. 

E. Install cable supports for all vertical feeders in accordance with the 

NEC. Provide split wedge type which firmly clamps e ach individual cable 

and tightens due to cable weight. 

F. In panelboards, cabinets, wireways, switches, en closures, and equipment 

assemblies, neatly form, train, and tie the conduct ors with non-

metallic ties. 

G. For connections to motors, transformers, and vib rating equipment, 

stranded conductors shall be used only from the las t fixed point of 

connection to the motors, transformers, or vibratin g equipment. 

H. Use expanding foam or non-hardening duct-seal to  seal conduits entering 

a building, after installation of conductors. 

I. Conductor and Cable Pulling: 

1. Provide installation equipment that will prevent  the cutting or 

abrasion of insulation during pulling. Use lubrican ts approved for 

the cable. 

2. Use nonmetallic pull ropes. 

3. Attach pull ropes by means of either woven baske t grips or pulling 

eyes attached directly to the conductors. 

4. All conductors in a single conduit shall be pull ed simultaneously. 

5. Do not exceed manufacturer’s recommended maximum  pulling tensions 

and sidewall pressure values. 

J. No more than three branch circuits shall be inst alled in any one 

conduit. 

K. When stripping stranded conductors, use a tool t hat does not damage the 

conductor or remove conductor strands. 

3.2 SPLICE AND TERMINATION INSTALLATION 

A. Splices and terminations shall be mechanically a nd electrically secure, 

and tightened to manufacturer’s published torque va lues using a torque 

screwdriver or wrench. 

B. Where the Government determines that unsatisfact ory splices or 

terminations have been installed, replace the splic es or terminations 

at no additional cost to the Government. 

3.3 CONDUCTOR IDENTIFICATION 

A. When using colored tape to identify phase, neutr al, and ground 

conductors larger than No. 8 AWG, apply tape in hal f-overlapping turns 

for a minimum of 75 mm (3 inches) from terminal poi nts, and in junction 
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boxes, pullboxes, and manholes. Apply the last two laps of tape with no 

tension to prevent possible unwinding. Where cable markings are covered 

by tape, apply tags to cable, stating size and insu lation type. 

3.4 FEEDER CONDUCTOR IDENTIFICATION 

A. In each interior pullbox, install brass tags on all feeder conductors 

to clearly designate their circuit identification a nd voltage. The tags 

shall be the embossed type, 40 mm (1-1/2 inches) in  diameter and 40 

mils thick. Attach tags with plastic ties.  

3.5 EXISTING CONDUCTORS 

A. Unless specifically indicated on the plans, exis ting conductors shall 

not be reused.  

3.6 CONTROL WIRING INSTALLATION 

A. Unless otherwise specified in other sections, in stall control wiring 

and connect to equipment/devices to perform the req uired functions as 

specified.  

B. Install a separate power supply circuit for each  system so that 

malfunctions in any system will not affect other sy stems, except where 

otherwise shown on the drawings. 

C. Where separate power supply circuits are not sho wn, connect the systems 

to the nearest panel boards of suitable voltages, w hich are intended to 

supply such systems and have suitable spare circuit  breakers or space 

for installation. 

3.7 CONTROL WIRING IDENTIFICATION 

A. Install a permanent wire marker on each wire at each termination. 

B. Identifying numbers and letters on the wire mark ers shall correspond to 

those on the wiring diagrams used for installing th e systems. 

C. Wire markers shall retain their markings after c leaning. 

3.8 ACCEPTANCE CHECKS AND TESTS   

A. Perform in accordance with the manufacturer's re commendations.  In 

addition, include the following: 

1. Visual Inspection and Tests: Inspect physical co ndition. 

2. Electrical tests: 

a. After installation but before connection to util ization devices, 

such as fixtures, motors, or appliances, test condu ctors phase-

to-phase and phase-to-ground resistance with an ins ulation 

resistance tester.  Existing conductors to be reuse d shall also 

be tested.   
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b. Applied voltage shall be 500 V DC for 300 V rate d cable, and 1000 

V DC for 600 V rated cable. Apply test for one minu te or until 

reading is constant for 15 seconds, whichever is lo nger. Minimum 

insulation resistance values shall not be less than  25 megohms 

for 300 V rated cable and 100 megohms for 600 V rat ed cable. 

c. Perform phase rotation test on all three-phase c ircuits. 

---END--- 
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SECTION 26 05 26 
GROUNDING AND BONDING FOR ELECTRICAL SYSTEMS 

PART 1 - GENERAL 

1.1 DESCRIPTION 

A. This section specifies the furnishing, installat ion, connection, and 

testing of grounding and bonding equipment, indicat ed as grounding 

equipment in this section.  

B. “Grounding electrode system” refers to grounding  electrode conductors 

and all electrodes required or allowed by NEC, as w ell as made, 

supplementary, and lightning protection system grou nding electrodes. 

C. The terms “connect” and “bond” are used intercha ngeably in this section 

and have the same meaning. 

1.2 RELATED WORK  

A. Section 26 05 11, REQUIREMENTS FOR ELECTRICAL IN STALLATIONS: 

Requirements that apply to all sections of Division  26.  

B. Section 26 05 19, LOW-VOLTAGE ELECTRICAL POWER C ONDUCTORS AND CABLES: 

Low-voltage conductors. 

C. Section 26 05 33, RACEWAY AND BOXES FOR ELECTRIC AL SYSTEMS: Conduit and 

boxes. 

D. Section 26 24 16, PANELBOARDS: Low-voltage panel boards. 

1.3 QUALITY ASSURANCE 

A. Refer to Paragraph, QUALIFICATIONS (PRODUCTS AND  SERVICES), in Section 

26 05 11, REQUIREMENTS FOR ELECTRICAL INSTALLATIONS . 

1.4 APPLICABLE PUBLICATIONS 

A. Publications listed below (including amendments,  addenda, revisions, 

supplements, and errata) form a part of this specif ication to the 

extent referenced. Publications are referenced in t he text by 

designation only.  

B. American Society for Testing and Materials (ASTM ): 

B1-07...................Standard Specification for Hard-Drawn Copper 

Wire 

B3-07...................Standard Specification for Soft or Annealed 

Copper Wire 

B8-11...................Standard Specification for Concentric-Lay-

Stranded Copper Conductors, Hard, Medium-Hard, 

or Soft 

C. Institute of Electrical and Electronics Engineer s, Inc. (IEEE): 
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81-83...................IEEE Guide for Measuring Ea rth Resistivity, 

Ground Impedance, and Earth Surface Potentials 

of a Ground System Part 1: Normal Measurements 

D. National Fire Protection Association (NFPA):  

70-11...................National Electrical Code (N EC)  

70E-12..................National Electrical Safety Code 

99-12...................Health Care Facilities 

E. Underwriters Laboratories, Inc. (UL):  

44-10 ..................Thermoset-Insulated Wires a nd Cables 

83-08 ..................Thermoplastic-Insulated Wir es and Cables 

467-07 .................Grounding and Bonding Equip ment  

PART 2 - PRODUCTS  

2.1 GROUNDING AND BONDING CONDUCTORS  

A. Equipment grounding conductors shall be insulate d stranded copper, 

except that sizes No. 10 AWG and smaller shall be s olid copper. 

Insulation color shall be continuous green for all equipment grounding 

conductors, except that wire sizes No. 4 AWG and la rger shall be 

identified per NEC. 

B. Bonding conductors shall be bare stranded copper , except that sizes No. 

10 AWG and smaller shall be bare solid copper.  Bon ding conductors 

shall be stranded for final connection to motors, t ransformers, and 

vibrating equipment.  

C. Conductor sizes shall not be less than shown on the drawings, or not 

less than required by the NEC, whichever is greater . 

D. Insulation: THHN-THWN and XHHW-2.   
2.4 GROUND CONNECTIONS 

A. Above Grade: 

1. Bonding Jumpers: Listed for use with aluminum an d copper conductors.  

For wire sizes No. 8 AWG and larger, use compressio n-type 

connectors.  For wire sizes smaller than No. 8 AWG,  use mechanical 

type lugs.  Connectors or lugs shall use zinc-plate d steel bolts, 

nuts, and washers.  Bolts shall be torqued to the v alues recommended 

by the manufacturer. 

2. Connection to Building Steel: Exothermic-welded type connectors. 

PART 3 - EXECUTION  

3.1 GENERAL  

A. Install grounding equipment in accordance with t he NEC, as shown on the 

drawings, and as specified herein.  
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B. Equipment Grounding: Metallic piping, building s tructural steel, 

electrical enclosures, raceways, junction boxes, ou tlet boxes, 

cabinets, machine frames, and other conductive item s in close proximity 

with electrical circuits, shall be bonded and groun ded.  

3.4 SECONDARY VOLTAGE EQUIPMENT AND CIRCUITS  

A. Metallic Piping, Building Structural Steel, and Supplemental 

Electrode(s):  

1. Provide a grounding electrode conductor sized pe r NEC between the 

service equipment ground bus and all metallic water  pipe systems, 

building structural steel, and supplemental or made  electrodes. 

Provide jumpers across insulating joints in the met allic piping.  

C. Panelboards and other electrical equipment:  

1. Connect the equipment grounding conductors to th e ground bus.  

2. Connect metallic conduits by grounding bushings and equipment 

grounding conductor to the equipment ground bus. 

3.5 RACEWAY  

A. Conduit Systems: 

1. Ground all metallic conduit systems. All metalli c conduit systems 

shall contain an equipment grounding conductor.  

2. Non-metallic conduit systems, except non-metalli c feeder conduits 

that carry a grounded conductor from exterior trans formers to 

interior or building-mounted service entrance equip ment, shall 

contain an equipment grounding conductor. 

3. Metallic conduit that only contains a grounding conductor, and is 

provided for its mechanical protection, shall be bo nded to that 

conductor at the entrance and exit from the conduit . 

4. Metallic conduits which terminate without mechan ical connection to 

an electrical equipment housing by means of locknut  and bushings or 

adapters, shall be provided with grounding bushings . Connect 

bushings with a equipment grounding conductor to th e equipment 

ground bus. 

B. Feeders and Branch Circuits: Install equipment g rounding conductors 

with all feeders, and power and lighting branch cir cuits.  

C. Boxes, Cabinets, Enclosures, and Panelboards:  

1. Bond the equipment grounding conductor to each p ullbox, junction 

box, outlet box, device box, cabinets, and other en closures through 

which the conductor passes (except for special grou nding systems for 

intensive care units and other critical units shown ).  
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2. Provide lugs in each box and enclosure for equip ment grounding 

conductor termination. 

D. Receptacles shall not be grounded through their mounting screws. Ground 

receptacles with a jumper from the receptacle green  ground terminal to 

the device box ground screw and a jumper to the bra nch circuit 

equipment grounding conductor.  

E. Ground lighting fixtures to the equipment ground ing conductor of the 

wiring system. Fixtures connected with flexible con duit shall have a 

green ground wire included with the power wires fro m the fixture 

through the flexible conduit to the first outlet bo x.  

F. Fixed electrical appliances and equipment shall be provided with a 

ground lug for termination of the equipment groundi ng conductor.  

3.6 CORROSION INHIBITORS 

A. When making grounding and bonding connections, a pply a corrosion 

inhibitor to all contact surfaces.  Use corrosion i nhibitor appropriate 

for protecting a connection between the metals used . 

3.7 CONDUCTIVE PIPING  

A. Bond all conductive piping systems, interior and  exterior, to the 

grounding electrode system. Bonding connections sha ll be made as close 

as practical to the equipment ground bus.  

---END--- 



09-10 

26 05 33 - 1 

SECTION 26 05 33 
RACEWAY AND BOXES FOR ELECTRICAL SYSTEMS 

PART 1 - GENERAL 

1.1 DESCRIPTION 

A. This section specifies the furnishing, installat ion, and connection of 

conduit, fittings, and boxes, to form complete, coo rdinated, grounded 

raceway systems. Raceways are required for all wiri ng unless shown or 

specified otherwise. 

B. Definitions: The term conduit, as used in this s pecification, shall mean 

any or all of the raceway types specified. 

1.2 RELATED WORK  

A. Section 26 05 11, REQUIREMENTS FOR ELECTRICAL IN STALLATIONS: General 

electrical requirements and items that are common t o more than one 

section of Division 26. 

B. Section 26 05 26, GROUNDING AND BONDING FOR ELEC TRICAL SYSTEMS: 

Requirements for personnel safety and to provide a low impedance path 

for possible ground fault currents. 

1.3 QUALITY ASSURANCE 

A. Refer to Paragraph, QUALIFICATIONS, in Section 2 6 05 11, REQUIREMENTS 

FOR ELECTRICAL INSTALLATIONS. 

1.4 SUBMITTALS 

 In accordance with Section 26 05 11, REQUIREMENTS FOR ELECTRICAL 

INSTALLATIONS, submit the following: 

A. Manufacturer's Literature and Data: Showing each  cable type and rating. 

The specific item proposed and its area of applicat ion shall be 

identified on the catalog cuts. 

B. Shop Drawings: 

1. Size and location of main feeders. 

2. Size and location of panels and pull-boxes. 

3. Layout of required conduit penetrations through structural elements. 

1.5 APPLICABLE PUBLICATIONS 

A. Publications listed below (including amendments,  addenda, revisions, 

supplements, and errata) form a part of this specif ication to the extent 

referenced. Publications are referenced in the text  by designation only. 

B. American National Standards Institute (ANSI): 

C80.1-05................Electrical Rigid Steel Cond uit 

C80.3-05................Steel Electrical Metal Tubi ng 

C80.6-05................Electrical Intermediate Met al Conduit 

C. National Fire Protection Association (NFPA): 

70-08...................National Electrical Code (N EC) 
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D. Underwriters Laboratories, Inc. (UL): 

1-05....................Flexible Metal Conduit  

50-95...................Enclosures for Electrical E quipment 

467-07..................Grounding and Bonding Equip ment 

514A-04.................Metallic Outlet Boxes 

514B-04.................Conduit, Tubing, and Cable Fittings 

797-07..................Electrical Metallic Tubing 

E. National Electrical Manufacturers Association (N EMA): 

FB1-07..................Fittings, Cast Metal Boxes and Conduit Bodies 

for Conduit, Electrical Metallic Tubing and 

Cable 

PART 2 - PRODUCTS 

2.1 MATERIAL 

A. Conduit Size: In accordance with the NEC, but no t less than 0.75 in [19 

mm] unless otherwise shown. Where permitted by the NEC, 0.5 in [13 mm] 

flexible conduit may be used for tap connections to  recessed lighting 

fixtures. 

B. Conduit:  

1. Electrical metallic tubing (EMT): Shall conform to UL 797 and ANSI 

C80.3. Maximum size not to exceed 4 in [105 mm] and  shall be 

permitted only with cable rated 600 V or less. 

2. Flexible galvanized steel conduit: Shall conform  to UL 1. 

C. Conduit Fittings:  

1. Electrical metallic tubing fittings:  

a. Fittings and conduit bodies shall meet the requi rements of UL 

514B, ANSI C80.3, and NEMA FB1. 

b. Only steel materials are acceptable. 

c. Setscrew couplings and connectors: Use setscrews  of case-hardened 

steel with hex head and cup point, to firmly seat i n wall of 

conduit for positive grounding. 

d. Indent-type connectors or couplings are prohibit ed. 

e. Die-cast or pressure-cast zinc-alloy fittings or  fittings made of 

"pot metal" are prohibited. 

2. Flexible steel conduit fittings: 

a. Conform to UL 514B. Only steel or malleable iron  materials are 

acceptable. 

b. Clamp-type, with insulated throat. 

3. Expansion and deflection couplings: 

a. Conform to UL 467 and UL 514B. 
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b. Accommodate a 0.75 in [19 mm] deflection, expans ion, or 

contraction in any direction, and allow 30 degree a ngular 

deflections. 

c. Include internal flexible metal braid, sized to guarantee conduit 

ground continuity and a low-impedance path for faul t currents, in 

accordance with UL 467 and the NEC tables for equip ment grounding 

conductors. 

d. Jacket: Flexible, corrosion-resistant, watertigh t, moisture and 

heat-resistant molded rubber material with stainles s steel jacket 

clamps. 

D. Conduit Supports: 

1. Parts and hardware: Zinc-coat or provide equival ent corrosion 

protection. 

2. Individual Conduit Hangers: Designed for the pur pose, having a 

pre-assembled closure bolt and nut, and provisions for receiving a 

hanger rod. 

3. Multiple conduit (trapeze) hangers: Not less tha n 1.5 x 1.5 in [38 mm 

x 38 mm], 12-gauge steel, cold-formed, lipped chann els; with not less 

than 0.375 in [9 mm] diameter steel hanger rods. 

4. Solid Masonry and Concrete Anchors: Self-drillin g expansion shields, 

or machine bolt expansion. 

E. Outlet, Junction, and Pull Boxes: 

1. UL-50 and UL-514A. 

2. Cast metal where required by the NEC or shown, a nd equipped with 

rustproof boxes. 

3. Sheet metal boxes: Galvanized steel, except wher e otherwise shown. 

4. Flush-mounted wall or ceiling boxes shall be ins talled with raised 

covers so that the front face of raised cover is fl ush with the wall. 

Surface-mounted wall or ceiling boxes shall be inst alled with 

surface-style flat or raised covers. 

F.  Wireways: Equip with hinged covers, except where re movable covers are 

shown. Include couplings, offsets, elbows, expansio n joints, adapters, 

hold-down straps, end caps, and other fittings to m atch and mate with 

wireways as required for a complete system. 

PART 3 - EXECUTION 

3.1 PENETRATIONS 

A. Cutting or Holes: 

1. Cutting or drilling holes through structural ele ments such as beams 

or columns shall not be allowed.  2. Cut holes thro ugh concrete and 

masonry in new and existing structures with a diamo nd core drill or 

concrete saw. Pneumatic hammers, impact electric, h and, or manual 
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hammer-type drills are not allowed, except where pe rmitted by the 

Project Engineer. 

B. Firestop: Where conduits, wireways, and other el ectrical raceways pass 

through fire partitions, fire walls, smoke partitio ns, or floors, 

install a fire stop that provides an effective barr ier against the 

spread of fire, smoke and gases as specified in Sec tion 07 84 00, 

FIRESTOPPING. 

C. Waterproofing: At floor, exterior wall, and roof  conduit penetrations, 

completely seal clearances around the conduit and m ake watertight, as 

specified in Section 07 92 00, JOINT SEALANTS. 

3.2 INSTALLATION, GENERAL 

A. In accordance with UL, NEC, as shown, and as spe cified herein. 

B. Essential (Emergency) raceway systems shall be e ntirely independent of 

other raceway systems, except where shown on drawin gs. 

C. Install conduit as follows: 

1. In complete mechanically and electrically contin uous runs before 

pulling in cables or wires. 

2. Unless otherwise indicated on the drawings or sp ecified herein, 

installation of all conduits shall be concealed wit hin finished 

walls, floors, and ceilings.  

3. Flattened, dented, or deformed conduit is not pe rmitted. Remove and 

replace the damaged conduits with new undamaged mat erial. 

4. Assure conduit installation does not encroach in to the ceiling height 

head room, walkways, or doorways. 

5. Cut square, ream, remove burrs, and draw up tigh t. 

6. Independently support conduit at 8 ft [2.4 M] on  centers. Do not use 

other supports, i.e., suspended ceilings, suspended  ceiling 

supporting members, lighting fixtures, conduits, me chanical piping, 

or mechanical ducts. 

7. Support within 12 in [300 mm] of changes of dire ction, and within 12 

in [300 mm] of each enclosure to which connected. 

8. Close ends of empty conduit with plugs or caps a t the rough-in stage 

until wires are pulled in, to prevent entry of debr is. 

9. Secure conduits to cabinets, junction boxes, pul l-boxes, and outlet 

boxes with bonding type locknuts. For rigid conduit  installations, 

provide a locknut on the inside of the enclosure, m ade up wrench 

tight. Do not make conduit connections to junction box covers. 

10. Conduit bodies shall only be used for changes i n direction, and shall 

not contain splices. 

D. Conduit Bends: 

1. Make bends with standard conduit bending machine s. 
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2. Conduit hickey may be used for slight offsets an d for straightening 

stubbed out conduits. 

3. Bending of conduits with a pipe tee or vise is p rohibited. 

E. Layout and Homeruns: 

1. Install conduit with wiring, including homeruns,  as shown on 

drawings. 

2. Deviations: Make only where necessary to avoid i nterferences and only 

after drawings showing the proposed deviations have  been submitted 

approved by the Project Engineer. 

3.3 CONCEALED WORK INSTALLATION  

B. Above Furred or Suspended Ceilings and in Walls:  

1. Conduit for conductors 600 V and below: EMT. Mix ing different types 

of conduits indiscriminately in the same system is prohibited. 

2. Align and run conduit parallel or perpendicular to the building 

lines. 

3. Connect recessed lighting fixtures to conduit ru ns with maximum 6 ft 

[1.8 M] of flexible metal conduit extending from a junction box to 

the fixture. 

4. Tightening setscrews with pliers is prohibited. 

5. Route all conduit above ceilings and in finished  spaces. 

6. Flexible metal conduit may only be used as indic ated in paragraph 3 

and within existing walls to serve devices that are  required to be 

cut into the surface.  VA Project Engineer shall ap prove the used of 

flexible metal conduit for this application prior t o the 

installation. 

3.4 EXPOSED WORK INSTALLATION 

A. Unless otherwise indicated on the drawings, expo sed conduit is only 

permitted in mechanical and electrical rooms. 

B. Conduit for Conductors 600 V and Below: EMT. Mix ing different types of 

conduits indiscriminately in the system is prohibit ed. 

C. Align and run conduit parallel or perpendicular to the building lines. 

D. Install horizontal runs close to the ceiling or beams and secure with 

conduit straps. 

E. Support horizontal or vertical runs at not over 8 ft [2.4 M] intervals. 

F. If conduit is routed through areas without ceili ngs, it shall be routed 

as high as possible and in no case lower than any o ther utilities.  

Exact route and location shall be approved in advan ce by the VA Project 

Engineer. 

G. Painting: 

1. Paint exposed conduit as specified in Section 09  91 00, PAINTING. 
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3.5 MOTORS AND VIBRATING EQUIPMENT 

A. Use flexible metal conduit for connections to mo tors and other 

electrical equipment subject to movement, vibration , misalignment, 

cramped quarters, or noise transmission.  

3.6 EXPANSION JOINTS 

A. Conduits 3 in [75 mm] and larger that are secure d to the building 

structure on opposite sides of a building expansion  joint require 

expansion and deflection couplings. Install the cou plings in accordance 

with the manufacturer's recommendations. 

B. Provide conduits smaller than 3 in [75 mm] with junction boxes on both 

sides of the expansion joint. Connect conduits to j unction boxes with 

sufficient slack of flexible conduit to produce 5 i n [125 mm] vertical 

drop midway between the ends. Flexible conduit shal l have a bonding 

jumper installed. In lieu of this flexible conduit,  expansion and 

deflection couplings as specified above for conduit s 15 in [375 mm] and 

larger are acceptable. 

3.7 CONDUIT SUPPORTS, INSTALLATION  

A. Safe working load shall not exceed one-quarter o f proof test load of 

fastening devices. 

B. Use pipe straps or individual conduit hangers fo r supporting individual 

conduits. 

C. Support multiple conduit runs with trapeze hange rs. Use trapeze hangers 

that are designed to support a load equal to or gre ater than the sum of 

the weights of the conduits, wires, hanger itself, and 200 lbs [90 kg]. 

Attach each conduit with U-bolts or other approved fasteners. 

D. Support conduit independently of junction boxes,  pull-boxes, fixtures, 

suspended ceiling T-bars, angle supports, and simil ar items. 

E. Fasteners and Supports in Solid Masonry and Conc rete: 

1. New Construction: Use steel or malleable iron co ncrete inserts set in 

place prior to placing the concrete. 

2. Existing Construction: 

a. Steel expansion anchors not less than 0.25 in [6  mm] bolt size and 

not less than 1.125 in [28 mm] embedment. 

b. Power set fasteners not less than 0.25 in [6 mm]  diameter with 

depth of penetration not less than 3 in [75 mm]. 

c. Use vibration and shock-resistant anchors and fa steners for 

attaching to concrete ceilings. 

E. Hollow Masonry: Toggle bolts.  

F. Bolts supported only by plaster or gypsum wallbo ard are not acceptable. 

G. Metal Structures: Use machine screw fasteners or  other devices 

specifically designed and approved for the applicat ion. 
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H. Attachment by wood plugs, rawl plug, plastic, le ad or soft metal 

anchors, or wood blocking and bolts supported only by plaster is 

prohibited. 

I. Chain, wire, or perforated strap shall not be us ed to support or fasten 

conduit. 

J. Spring steel type supports or fasteners are proh ibited for all uses 

except horizontal and vertical supports/fasteners w ithin walls. 

K. Vertical Supports: Vertical conduit runs shall h ave riser clamps and 

supports in accordance with the NEC and as shown. P rovide supports for 

cable and wire with fittings that include internal wedges and retaining 

collars. 

L.  The use of combination type box and conduit han gers similar to ‘Caddy’ 

combo box/conduit hangers that utilize wires or rod s for support is 

prohibited.  Utilize steel channel that is directly  attached to the 

wall, ceiling structure or other structural element s to support 

conduits.   

3.8 BOX INSTALLATION  

A. Boxes for Concealed Conduits: 

1. Flush-mounted. 

2. Provide raised covers for boxes to suit the wall  or ceiling, 

construction, and finish. 

B. In addition to boxes shown, install additional b oxes where needed to 

prevent damage to cables and wires during pulling-i n operations.  

C. Remove only knockouts as required and plug unuse d openings. Use threaded 

plugs for cast metal boxes and snap-in metal covers  for sheet metal 

boxes. 

D. Outlet boxes mounted back-to-back in the same wa ll are prohibited. A 

minimum 24 in [600 mm] center-to-center lateral spa cing shall be 

maintained between boxes.  

E. Minimum size of outlet boxes for ground fault in terrupter (GFI) 

receptacles is 4 in [100 mm] square x 2.125 in [55 mm] deep, with device 

covers for the wall material and thickness involved . 

F. Stencil or install phenolic nameplates on covers  of the boxes identified 

on riser diagrams; for example "SIG-FA JB No. 1" or  “Nurse Call.”    

G. On all branch circuit junction box covers, ident ify the circuits with 

black marker.  Provide stenciled labels where junct ion boxes are 

installed in exposed finished areas.  All control w iring shall be 

stenciled as to the type of system installed within .  In addition, the 

covers on all temperature controls related junction  boxes shall be 

painted blue and covers on all fire alarm related j unction boxes shall 

be painted red. 
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H. The use of combination type box and conduit hang ers similar to ‘Caddy’ 

combo box/conduit hangers that utilize wires or rod s for support is 

prohibited.  Utilize steel channel that is directly  attached to the 

wall, ceiling structure or other structural element s to support boxes. 

I. Provide support for all outlet boxes installed w ithin steel studs on 

both sides of the outlet box, not just on the stud side of the box.   

 

- - - E N D - - - 



12-01-12 

26 24 16 - 1 

SECTION 26 24 16 
PANELBOARDS 

PART 1 - GENERAL  

1.1 DESCRIPTION 

A. This section specifies the furnishing, installat ion, and connection of 

panelboards. 

1.2 RELATED WORK 

A. Section 26 05 11, REQUIREMENTS FOR ELECTRICAL IN STALLATIONS: 

Requirements that apply to all sections of Division  26. 

B. Section 26 05 19, LOW-VOLTAGE ELECTRICAL POWER C ONDUCTORS AND CABLES: 

Low-voltage conductors.  

C. Section 26 05 26, GROUNDING AND BONDING FOR ELEC TRICAL SYSTEMS: 

Requirements for personnel safety and to provide a low impedance path 

for possible ground fault currents. 

D. Section 26 05 33, RACEWAY AND BOXES FOR ELECTRIC AL SYSTEMS: Conduits.  

1.3 QUALITY ASSURANCE 

A. Refer to Paragraph, QUALIFICATIONS (PRODUCTS AND  SERVICES), in Section 

26 05 11, REQUIREMENTS FOR ELECTRICAL INSTALLATIONS . 

1.4 SUBMITTALS 

A. Submit two copies of the following in accordance  with Section 26 05 11, 

REQUIREMENTS FOR ELECTRICAL INSTALLATIONS. 

1. Shop Drawings: 

a. Submit sufficient information to demonstrate com pliance with 

drawings and specifications. 

b. Include electrical ratings, dimensions, mounting  details, 

materials, required clearances, terminations, weigh t, circuit 

breakers, wiring and connection diagrams, accessori es, and 

nameplate data. 

2. Manuals:  

a. Submit, simultaneously with the shop drawings, c omplete 

maintenance and operating manuals including technic al data 

sheets, wiring diagrams, and information for orderi ng circuit 

breakers and replacement parts. 

1) Include schematic diagrams, with all terminals i dentified, 

matching terminal identification in the panelboards . 

2) Include information for testing, repair, trouble shooting, 

assembly, and disassembly. 



12-01-12 

26 24 16 - 2 

b. If changes have been made to the maintenance and  operating 

manuals originally submitted, submit updated mainte nance and 

operating manuals two weeks prior to the final insp ection. 

1.5 APPLICABLE PUBLICATIONS 

A. Publications listed below (including amendments,  addenda, revisions, 

supplements, and errata) form a part of this specif ication to the 

extent referenced. Publications are referenced in t he text by 

designation only. 

B. International Code Council (ICC): 

IBC-12..................International Building Code  

C. National Electrical Manufacturers Association (N EMA):  

PB 1-11.................Panelboards  

250-08..................Enclosures for Electrical E quipment (1,000V 

Maximum) 

D. National Fire Protection Association (NFPA):  

70-11...................National Electrical Code (N EC) 

70E-12..................Standard for Electrical Saf ety in the Workplace 

E. Underwriters Laboratories, Inc. (UL):  

50-95...................Enclosures for Electrical E quipment  

67-09...................Panelboards 

489-09..................Molded Case Circuit Breaker s and Circuit 

Breaker Enclosures 

PART 2 - PRODUCTS 

2.1 GENERAL REQUIREMENTS 

A. Panelboards shall be in accordance with NEC, NEM A, UL, as specified, 

and as shown on the drawings.  

B. Panelboards shall have main breaker or main lugs , bus size, voltage, 

phases, number of circuit breaker mounting spaces, top or bottom feed, 

flush or surface mounting, branch circuit breakers,  and accessories as 

shown on the drawings. 

C. Panelboards shall be completely factory-assemble d with molded case 

circuit breakers and integral accessories as shown on the drawings or 

specified herein.  

D. Non-reduced size copper bus bars, rigidly suppor ted on molded 

insulators, and fabricated for bolt-on type circuit  breakers. 

E. Bus bar connections to the branch circuit breake rs shall be the 

“distributed phase” or “phase sequence” type.  
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F. Mechanical lugs furnished with panelboards shall  be cast, stamped, or 

machined metal alloys listed for use with the condu ctors to which they 

will be connected. 

G. Neutral bus shall be 100%rated, mounted on insul ated supports.  

H. Grounding bus bar shall be equipped with screws or lugs for the 

connection of equipment grounding conductors.  

I. Bus bars shall be braced for the available short -circuit current as 

shown on the drawings, but not be less than 10,000 A symmetrical for 

120/208 V and 120/240 V panelboards, and 14,000 A s ymmetrical for 

277/480 V panelboards. 

J. Series-rated panelboards are not permitted. 

2.2 ENCLOSURES AND TRIMS 

A. Enclosures: 

1. Provide galvanized steel enclosures, with NEMA r ating as shown on 

the drawings or as required for the environmental c onditions in 

which installed.  

2. Enclosures shall not have ventilating openings. 

3. Enclosures may be of one-piece formed steel or o f formed sheet steel 

with end and side panels welded, riveted, or bolted  as required. 

4. Provide manufacturer’s standard option for prepu nched knockouts on 

top and bottom endwalls. 

5. Include removable inner dead front cover, indepe ndent of the 

panelboard cover. 

6. Keyed to match existing panelboards within the f acility.  Key shall 

be a Square D NSR251 only. 

B. Trims: 

1. Hinged “door-in-door” type. 

2. Interior hinged door with hand-operated latch or  latches, as 

required to provide access only to circuit breaker operating 

handles, not to energized parts. 

3. Outer hinged door shall be securely mounted to t he panelboard 

enclosure with factory bolts, screws, clips, or oth er fasteners, 

requiring a key or tool for entry. Hand-operated la tches are not 

acceptable. 

4. Inner and outer doors shall open left to right. 

5. Trims shall be flush or surface type as shown on  the drawings.  
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2.3 MOLDED CASE CIRCUIT BREAKERS  

A. Circuit breakers shall be per UL, NEC, as shown on the drawings, and as 

specified.  

B. Circuit breakers shall be bolt-on type. 

C. Circuit breakers shall have minimum interrupting  rating as required to 

withstand the available fault current, but not less  than:   

1. 120/208 V Panelboard: 10,000 A symmetrical. 

2. 120/240 V Panelboard: 10,000 A symmetrical. 

3. 277/480 V Panelboard: 14,000 A symmetrical. 

D. Circuit breakers shall have automatic, trip free , non-adjustable, 

inverse time, and instantaneous magnetic trips for less than 400 A 

frame. Circuit breakers with 400 A frames and above  shall have magnetic 

trip, adjustable from 5x to 10x. E. Circuit breaker  features shall be 

as follows: 

1. A rugged, integral housing of molded insulating material.  

2. Silver alloy contacts. 

3. Arc quenchers and phase barriers for each pole. 

4. Quick-make, quick-break, operating mechanisms. 

5. A trip element for each pole, thermal magnetic t ype with long time 

delay and instantaneous characteristics, a common t rip bar for all 

poles and a single operator. 

6. Electrically and mechanically trip free. 

7. An operating handle which indicates closed, trip ped, and open 

positions. 

8. An overload on one pole of a multi-pole breaker shall automatically 

cause all the poles of the breaker to open. 

9. Ground fault current interrupting breakers, shun t trip breakers, 

lighting control breakers (including accessories to  switch line 

currents), or other accessory devices or functions shall be provided 

where shown on the drawings.  

10.For circuit breakers being added to existing pan elboards, coordinate 

the breaker type with existing panelboards. Modify the panel 

directory accordingly.  

PART 3 - EXECUTION  

3.1 INSTALLATION  

A. Installation shall be in accordance with the man ufacturer’s 

instructions, the NEC, as shown on the drawings, an d as specified.  
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B. Locate panelboards so that the present and futur e conduits can be 

conveniently connected.  

C. Install a printed schedule of circuits in each p anelboard after 

approval by the Project Engineer.  Schedules shall reflect final load 

descriptions, room numbers, and room names connecte d to each circuit 

breaker.  Schedules shall be printed on the panelbo ard directory cards 

and be installed in the appropriate panelboards 

D. Mount panelboards such that the maximum height o f the top circuit 

breaker above the finished floor shall not exceed 1 980 mm (78 inches).  

 

E. Provide blank cover for each unused circuit brea ker mounting space. 

F. For panelboards located in areas accessible to t he public, paint the 

exposed surfaces of the trims with finishes to matc h surrounding 

surfaces after the panelboards have been installed.   Do not paint 

nameplates.  

G. Label each panelboard with the system voltage, a nd feeder sizes as 

shown on the riser diagram in 1/2 inch block letter ing on the inside 

cover of the cabinet door. Include the words "LIFE SAFETY BRANCH", 

"CRITICAL BRANCH", or "EQUIPMENT SYSTEM" as applica ble and the panel 

designation in 1/2 inch block letters on the inside  of the cabinet 

doors. 

H. Provide ARC flash identification per NFPA 70E an d the existing labeling 

system at the VAMC Fargo.  Exact orientation and in formation required 

on the labels will be provided to the contractor.  Coordinate label 

requirements with the Project Engineer prior to pri nting labels. 

3.2 ACCEPTANCE CHECKS AND TESTS   

A. Perform in accordance with the manufacturer's re commendations. In 

addition, include the following: 

1. Visual Inspection and Tests: 

a. Compare equipment nameplate data with specificat ions and approved 

shop drawings. 

b. Inspect physical, electrical, and mechanical con dition. 

c. Verify appropriate anchorage and required area c learances. 

d. Verify that circuit breaker sizes and types corr espond to 

approved shop drawings. 

e. To verify tightness of accessible bolted electri cal connections, 

use the calibrated torque-wrench method or perform thermographic 

survey after energization. 
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f. Vacuum-clean enclosure interior.  Clean enclosur e exterior. 

3.3 FOLLOW-UP VERIFICATION 

A. Upon completion of acceptance checks, settings, and tests, the 

Contractor shall demonstrate that the panelboards a re in good operating 

condition and properly performing the intended func tion. 

---END--- 
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SECTION 26 27 26 
WIRING DEVICES 

PART 1 - GENERAL  

1.1 DESCRIPTION 

A. This section specifies the furnishing, installat ion, connection, and 

testing of wiring devices. 

1.2 RELATED WORK 

A. Section 26 05 11, REQUIREMENTS FOR ELECTRICAL IN STALLATIONS: General 

electrical requirements that are common to more tha n one section of 

Division 26. 

B. Section 26 05 33, RACEWAY AND BOXES FOR ELECTRIC AL SYSTEMS: Conduit and 

boxes.  

C. Section 26 05 21, LOW-VOLTAGE ELECTRICAL POWER C ONDUCTORS AND CABLES: 

Cables and wiring. 

D. Section 26 05 26, GROUNDING AND BONDING FOR ELEC TRICAL SYSTEMS: 

Requirements for personnel safety and to provide a low impedance path 

to ground for possible ground fault currents. 

E. Section 26 51 00, INTERIOR LIGHTING: Fluorescent  ballasts and LED 

drivers for use with manual dimming controls. 

1.3 QUALITY ASSURANCE 

A. Refer to Paragraph, QUALIFICATIONS (PRODUCTS AND  SERVICES), in Section 

26 05 11, REQUIREMENTS FOR ELECTRICAL INSTALLATIONS . 

1.4 SUBMITTALS 

A. Submit six copies of the following in accordance  with Section 26 05 11, 

REQUIREMENTS FOR ELECTRICAL INSTALLATIONS. 

1. Shop Drawings: 

a. Submit sufficient information to demonstrate com pliance with 

drawings and specifications. 

b. Include electrical ratings, dimensions, mounting  details, 

construction materials, grade, and termination info rmation. 

2. Manuals:  

a. Submit, simultaneously with the shop drawings, c ompanion copies 

of complete maintenance and operating manuals, incl uding 

technical data sheets and information for ordering replacement 

parts. 

b. If changes have been made to the maintenance and  operating 

manuals originally submitted, submit updated mainte nance and 

operating manuals two weeks prior to the final insp ection. 
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1.5 APPLICABLE PUBLICATIONS 

A. Publications listed below (including amendments,  addenda, revisions, 

supplements and errata) form a part of this specifi cation to the extent 

referenced. Publications are referenced in the text  by basic 

designation only. 

B. National Fire Protection Association (NFPA): 

70-11...................National Electrical Code (N EC) 

99-12...................Health Care Facilities 

C. National Electrical Manufacturers Association (N EMA): 

WD 1-10.................General Color Requirements for Wiring Devices 

WD 6-08 ................Wiring Devices – Dimensiona l Specifications 

D. Underwriter’s Laboratories, Inc. (UL): 

5-11....................Surface Metal Raceways and Fittings 

20-10...................General-Use Snap Switches 

231-07..................Power Outlets 

467-07..................Grounding and Bonding Equip ment 

498-07..................Attachment Plugs and Recept acles 

943-11..................Ground-Fault Circuit-Interr upters  

1449-07.................Surge Protective Devices 

1472-96.................Solid State Dimming Control s 

PART 2 - PRODUCTS 

 
2.1 RECEPTACLES 

A. General: All receptacles shall comply with NEMA,  NFPA, UL, and as shown 

on the drawings. 

1. Mounting straps shall be plated steel, with brea k-off plaster ears 

and shall include a self-grounding feature.  Termin al screws shall 

be brass, brass plated or a copper alloy metal. 

2. Receptacles shall have provisions for back wirin g with separate 

metal clamp type terminals (four minimum) and side wiring from four 

captively held binding screws. 

B. Duplex Receptacles: Hospital-grade, single phase , 20 ampere, 120 volts, 

2-pole, 3-wire, NEMA 5-20R, with break-off feature for two-circuit 

operation. The ungrounded pole of each receptacle s hall be provided 

with a separate terminal. 

1. Bodies shall be ivory in color.  

2. Switched duplex receptacles shall be wired so th at only the top 

receptacle is switched. The lower receptacle shall be unswitched. 
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3. Duplex Receptacles on Emergency Circuit: 

a.  Bodies shall be red in color. Wall plates shall  be red with the 

word "EMERGENCY" engraved in 6 mm, (1/4 inch) white  letters. 

b. All receptacles shall be labeled with the panel name and circuit 

number.  Example:  12S1-5.  The labels shall be sel f-adhesive 

type with clear background and black lettering, 3/1 6 inch high 

text. 

4. Ground Fault Interrupter Duplex Receptacles: Sha ll be an integral 

unit, hospital-grade, suitable for mounting in a st andard outlet 

box, with end-of-life indication and provisions to isolate the face 

due to improper wiring. 

a. Ground fault interrupter shall consist of a diff erential current 

transformer, solid state sensing circuitry and a ci rcuit 

interrupter switch.  Device shall have nominal sens itivity to 

ground leakage current of 4-6 milliamperes and shal l function to 

interrupt the current supply for any value of groun d leakage 

current above five milliamperes (+ or – 1 milliampe re) on the 

load side of the device. Device shall have a minimu m nominal 

tripping time of 0.025 second. 

2.2 TOGGLE SWITCHES 

A. Toggle switches shall be totally enclosed tumble r type with nylon 

bodies.  Handles shall be ivory in color unless oth erwise specified or 

shown on the drawings.  The rocker type switch is n ot acceptable and 

will not be approved. 

1. Switches installed in hazardous areas shall be e xplosion-proof type 

in accordance with the NEC and as shown on the draw ings.  

2. Shall be single unit toggle, butt contact, quiet  AC type, heavy-duty 

general-purpose use with an integral self grounding  mounting strap 

with break-off plasters ears and provisions for bac k wiring with 

separate metal wiring clamps and side wiring with c aptively held 

binding screws. 

3. Switches shall be rated 20 amperes at 120-277 Vo lts AC. 

2.3 MANUAL DIMMING CONTROL  

A. Electronic full-wave manual slide dimmer with on /off switch and audible 

frequency and EMI/RFI suppression filters. 

B. Manual dimming controls shall be fully compatibl e with LED dimming 

driver and be approved by the driver manufacturer, shall operate over 
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full specified dimming range, and shall not degrade  the performance or 

rated life of the electronic dimming ballast and la mp. 

C. Provide single-pole or three-way, as shown on th e drawings. 

D. Manual dimming control and faceplates shall be i vory in color unless 

otherwise specified. 

2.4 WALL PLATES 

A. Wall plates for switches and receptacles shall b e type 302 stainless 

steel . Oversize plates are not acceptable.  

B. For receptacles or switches mounted adjacent to each other, wall plates 

shall be common for each group of receptacles or sw itches. 

C. In areas requiring tamperproof wiring devices, w all plates shall be 

type 302 stainless steel, and shall have tamperproo f screws and beveled 

edges. 

D. Duplex Receptacles on Emergency Circuit: Wall pl ates shall be red nylon 

with the word "EMERGENCY" engraved in 6 mm (1/4 inc h) white letters 

PART 3 - EXECUTION 

3.1 INSTALLATION 

A. Installation shall be in accordance with the NEC  and as shown as on the 

drawings. 

B. Install wiring devices after wall construction a nd painting is 

complete. 

C. The ground terminal of each wiring device shall be bonded to the outlet 

box with an approved green bonding jumper, and also  connected to the 

branch circuit equipment grounding conductor. 

D. Outlet boxes for toggle switches and manual dimm ing controls shall be 

mounted on the strike side of doors.  

E. Provide barriers in multigang outlet boxes to co mply with the NEC. 

F. Coordinate the electrical work with the work of other trades to ensure 

that wiring device flush outlets are positioned wit h box openings aligned 

with the face of the surrounding finish material.  Pay special attention 

to installations in cabinet work, and in connection  with laboratory 

equipment. 

G. Exact field locations of floors, walls, partitio ns, doors, windows, and 

equipment may vary from locations shown on the draw ings. Prior to 

locating sleeves, boxes and chases for roughing-in of conduit and 

equipment, the Contractor shall coordinate exact fi eld location of the 

above items with other trades.   

H. Install wall switches 1.2 M (48 inches) above fl oor, with the toggle OFF 
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position down.  

I. Install wall dimmers 1.2 M (48 inches) above flo or.  

J. Install receptacles 450 mm (18 inches) above flo or, and 152 mm (6 inches) 

above counter backsplash or workbenches.  Install s pecific-use 

receptacles at heights shown on the drawings. 

K. Install vertically mounted receptacles with the ground pin up.  Install 

horizontally mounted receptacles with the ground pi n to the right. 

L. When required or recommended by the manufacturer , use a torque 

screwdriver.  Tighten unused terminal screws. 

M. Label device plates with a permanent adhesive la bel listing panel and 

circuit feeding the wiring device.  Label all recep tacles and switch 

plates with the panel name and circuit number servi ng it.  Example:  

10S1-5.  Labels to be self adhesive type with clear  background and 

black letters, 3/16 inch high letters. 

3.2 ACCEPTANCE CHECKS AND TESTS   

A. Perform manufacturer’s required field checks in accordance with the 

manufacturer's recommendations. In addition, includ e the following: 

1. Visual Inspection and Tests: 

a. Inspect physical and electrical condition. 

b. Vacuum-clean surface metal raceway interior.  Cl ean metal raceway 

exterior. 

c. Test wiring devices for damaged conductors, high  circuit 

resistance, poor connections, inadequate fault curr ent path, 

defective devices, or similar problems using a port able 

receptacle tester.  Correct circuit conditions, rem ove 

malfunctioning units and replace with new, and rete st as 

specified above. 

d. Test GFCI receptacles. 

2. Healthcare Occupancy Tests: 

a. Test hospital grade receptacles for retention fo rce per NFPA 99. 

---END--- 
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SECTION 26 51 00 
INTERIOR LIGHTING 

PART 1 - GENERAL  

1.1 DESCRIPTION: 

A. This section specifies the furnishing, installat ion, and connection of 

the interior lighting systems.  The terms “lighting  fixture,” 

“fixture,” and “luminaire” are used interchangeably . 

1.2 RELATED WORK  

A. Section 26 05 11, REQUIREMENTS FOR ELECTRICAL IN STALLATIONS: 

Requirements that apply to all sections of Division  26. 

B. Section 26 05 21, LOW-VOLTAGE ELECTRICAL POWER C ONDUCTORS AND CABLES: 

Low-voltage conductors.  

C. Section 26 05 26, GROUNDING AND BONDING FOR ELEC TRICAL SYSTEMS: 

Requirements for personnel safety and to provide a low impedance path 

to ground for possible ground fault currents.  

D. Section 26 27 26, WIRING DEVICES: Wiring devices  used for control of 

the lighting systems. 

1.3 QUALITY ASSURANCE 

A. Refer to Paragraph, QUALIFICATIONS (PRODUCTS AND  SERVICES), in Section 

26 05 11, REQUIREMENTS FOR ELECTRICAL INSTALLATIONS . 

1.4 SUBMITTALS 

A. Submit six copies of the following in accordance  with Section 26 05 11, 

REQUIREMENTS FOR ELECTRICAL INSTALLATIONS. 

1. Shop Drawings: 

a. Submit the following information for each type o f lighting 

fixture designated on the LIGHTING FIXTURE SCHEDULE , arranged in 

order of lighting fixture designation. 

b. Material and construction details, include infor mation on housing 

and optics system.  

c. Physical dimensions and description. 

d. Wiring schematic and connection diagram. 

e. Installation details. 

f. Energy efficiency data. 

g. Photometric data based on laboratory tests compl ying with IES 

Lighting Measurements testing and calculation guide s. 

h. Lamp data including lumen output (initial and me an), color 

rendition index (CRI), rated life (hours), and colo r temperature 

(degrees Kelvin). 
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i. Ballast data including ballast type, starting me thod, ambient 

temperature, ballast factor, sound rating, system w atts, and 

total harmonic distortion (THD). 

j. For LED lighting fixtures, submit US DOE LED Lig hting Facts 

label, and IES L70 rated life. 

2. Manuals:  

a. Submit, simultaneously with the shop drawings, c omplete 

maintenance and operating manuals, including techni cal data 

sheets, wiring diagrams, and information for orderi ng replacement 

parts. 

b. If changes have been made to the maintenance and  operating 

manuals originally submitted, submit updated mainte nance and 

operating manuals two weeks prior to the final insp ection. 

1.5 APPLICABLE PUBLICATIONS 

A. Publications listed below (including amendments,  addenda, revisions, 

supplements, and errata) form a part of this specif ication to the 

extent referenced. Publications are referenced in t he text by 

designation only.  

B. American National Standards Institute (ANSI): 

C78.1-91................Fluorescent Lamps - Rapid-S tart Types - 

Dimensional and Electrical Characteristics 

C78.376-01..............Chromaticity of Fluorescent  Lamps 

C. American Society for Testing and Materials (ASTM ): 

C635-07.................Manufacture, Performance, a nd Testing of Metal 

Suspension Systems for Acoustical Tile and Lay-

in Panel Ceilings 

D. Environmental Protection Agency (EPA): 

40 CFR 261..............Identification and Listing of Hazardous Waste 

E. Federal Communications Commission (FCC): 

CFR Title 47, Part 15...Radio Frequency Devices 

CFR Title 47, Part 18...Industrial, Scientific, and  Medical Equipment 

F. Illuminating Engineering Society (IES): 

LM-79-08................Electrical and Photometric Measurements of 

Solid-State Lighting Products 

LM-80-08................Measuring Lumen Maintenance  of LED Light 

Sources 
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LM-82-12................Characterization of LED Lig ht Engines and LED 

Lamps for Electrical and Photometric Properties 

as a Function of Temperature 

G. Institute of Electrical and Electronic Engineers  (IEEE): 

C62.41-91...............Surge Voltages in Low Volta ge AC Power Circuits 

H. International Code Council (ICC): 

IBC-12..................International Building Code  

I. National Fire Protection Association (NFPA):  

70-11...................National Electrical Code (N EC) 

101-12..................Life Safety Code  

J. National Electrical Manufacturer's Association ( NEMA): 

C82.1-04................Lamp Ballasts – Line Freque ncy Fluorescent Lamp 

Ballasts  

C82.2-02................Method of Measurement of Fl uorescent Lamp 

Ballasts 

C82.4-02................Lamp Ballasts - Ballasts fo r High-Intensity 

Discharge and Low-Pressure Sodium (LPS) Lamps 

(Multiple-Supply Type) 

C82.11-11...............Lamp Ballasts - High Freque ncy Fluorescent Lamp 

Ballasts 

LL-9-09.................Dimming of T8 Fluorescent L ighting Systems 

SSL-1-10................Electronic Drivers for LED Devices, Arrays, or 

Systems 

K. Underwriters Laboratories, Inc. (UL):  

496-08..................Lampholders 

542-0599................Fluorescent Lamp Starters 

844-12..................Luminaires for Use in Hazar dous (Classified) 

Locations 

924-12..................Emergency Lighting and Powe r Equipment 

935-01..................Fluorescent-Lamp Ballasts 

1029-94.................High-Intensity-Discharge La mp Ballasts 

1029A-06................Ignitors and Related Auxili aries for HID Lamp 

Ballasts 

1598-08.................Luminaires 

1574-04.................Track Lighting Systems 

2108-04.................Low-Voltage Lighting System s 

8750-09.................Light Emitting Diode (LED) Light Sources for 

Use in Lighting Products 
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PART 2 - PRODUCTS  

2.1 LIGHTING FIXTURES 

A. Shall be in accordance with NFPA, UL, as shown o n drawings, and as 

specified. 

B. Sheet Metal:  

1. Shall be formed to prevent warping and sagging. Housing, trim and 

lens frame shall be true, straight (unless intentio nally curved), 

and parallel to each other as designed.  

2. Wireways and fittings shall be free of burrs and  sharp edges, and 

shall accommodate internal and branch circuit wirin g without damage 

to the wiring.  

3. When installed, any exposed fixture housing surf ace, trim frame, 

door frame, and lens frame shall be free of light l eaks.  

4. Hinged door frames shall operate smoothly withou t binding.  Latches 

shall function easily by finger action without the use of tools.  

C. Ballasts and lamps shall be serviceable while th e fixture is in its 

normally installed position.  Ballasts shall not be  mounted to 

removable reflectors or wireway covers unless so sp ecified.  

D. Lamp Sockets:  

1. Fluorescent: Single slot entry type, requiring a  one-quarter turn of 

the lamp after insertion. Lampholder contacts shall  be the biting 

edge type.  

E. Recessed fixtures mounted in an insulated ceilin g shall be listed for 

use in insulated ceilings.  

F. Mechanical Safety: Lighting fixture closures (le ns doors, trim frame, 

hinged housings, etc.) shall be retained in a secur e manner by captive 

screws, chains, aircraft cable, captive hinges, or fasteners such that 

they cannot be accidentally dislodged during normal  operation or 

routine maintenance.  

G. Metal Finishes:  

1. The manufacturer shall apply standard finish (un less otherwise 

specified) over a corrosion-resistant primer, after  cleaning to free 

the metal surfaces of rust, grease, dirt and other deposits.  Edges 

of pre-finished sheet metal exposed during forming,  stamping or 

shearing processes shall be finished in a similar c orrosion 

resistant manner to match the adjacent surface(s).  Fixture finish 

shall be free of stains or evidence of rusting, bli stering, or 

flaking, and shall be applied after fabrication.  
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2. Interior light reflecting finishes shall be whit e with not less than 

85 percent reflectances, except where otherwise sho wn on the 

drawing.  

3. Exterior finishes shall be as shown on the drawi ngs.  

H. Lighting fixtures shall have a specific means fo r grounding metallic 

wireways and housings to an equipment grounding con ductor.  

I. Light Transmitting Components for Fluorescent Fi xtures:  

1. Shall be 100 percent virgin acrylic.  

2. Flat lens panels shall have not less than 3 mm ( 1/8 inch) of average 

thickness.  

3. Unless otherwise specified, lenses, reflectors, diffusers, and 

louvers shall be retained firmly in a metal frame b y clips or 

clamping ring in such a manner as to allow expansio n and contraction 

without distortion or cracking.  

2.2 BALLASTS 

A. Linear Fluorescent Lamp Ballasts:  Multi-voltage  (120 – 277V), 

electronic instant-start or programmed-startrapid-s tart type, designed 

for type and quantity of lamps indicated.  Ballasts  shall be GE 

Ultramax with the capability to operate a low watta ge 28 watt rated T8 

lamp.  Ballasts that are operated by occupancy sens ors shall be 

provided with programmed start ballasts only.  Ball asts shall be 

designed for full light output unless dimmer or bi- level control is 

indicated.  Ballasts shall include the following fe atures: 

1. Lamp end-of-life detection and shutdown circuit (T5 lamps only). 

2. Automatic lamp starting after lamp replacement. 

3. Sound Rating: Class A. 

4. Total Harmonic Distortion (THD): 10 percent or l ess. 

5. Transient Voltage Protection: IEEE C62.41.1 and IEEE C62.41.2, 

Category A or better. 

6. Operating Frequency: 20 kHz or higher. 

7. Lamp Current Crest Factor: 1.7 or less. 

8. Ballast Factor: 0.87 or higher unless otherwise indicated. 

9. Power Factor:  0.98 or higher. 

10. EMR/RFI Interference:  Comply with CFR Title 47  Part 18 for 

limitations on electromagnetic and radio-frequency interference for 

non-consumer equipment. 

11. To facilitate multi-level lamp switching, lamps  within fixture shall 

be wired with the outermost lamp at both sides of t he fixture on the 
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same ballast, the next inward pair on another balla st and so on to 

the innermost lamp (or pair of lamps). Within a giv en room, each 

switch shall uniformly control the same correspondi ng lamp (or lamp 

pairs) in all fixture units that are being controll ed.  

12. Where three-lamp fixtures are indicated, unless  switching 

arrangements dictate otherwise, utilize a common tw o-lamp ballast to 

operate the center lamp in pairs of adjacent units that are mounted 

in a continuous row. The ballast fixture and slave- lamp fixture 

shall be factory wired with leads or plug devices t o facilitate this 

circuiting. Individually mounted fixtures and the o dd fixture in a 

row shall utilize a single-lamp ballast for operati on of the center 

lamp.  

2.5 LAMPS 

A. Linear T5 and T8 Fluorescent Lamps: 

1. Except as indicated below, lamps shall be low-me rcury energy saving 

type, have a color temperature between 3500 ° and 4100 °K, a Color 

Rendering Index (CRI) equal or greater than 80, ave rage rated life 

equal to or greater than 24,000 hours when used wit h an instant 

start ballast and 30,000 hours when used with a pro grammed (based on 

3 hour startsLamps shall be GE Ecolux Ultramax F28T 8/XLSP41.  

2. Lamps shall comply with EPA Toxicity Characteris tic Leachate 

Procedure (TCLP) requirements. 

2.6 LED EXIT LIGHT FIXTURES 

A. Exit light fixtures shall meet applicable requir ements of NFPA and UL. 

B. Housing and door shall be die-cast aluminum. 

C. For general purpose exit light fixtures, door fr ame shall be hinged, 

with latch.  For vandal-resistant exit light fixtur es, door frame shall 

be secured with tamper-resistant screws.  

D. Finish shall be white painted aluminum. 

E. There shall be no radioactive material used in t he fixtures. 

F. Fixtures: 

1. Inscription panels shall be cast or stamped alum inum a minimum of 

2.25 mm (0.090 inch) thick, stenciled with 150 mm ( 6 inch) high 

letters, baked with red color stable plastic or fib erglass. Lamps 

shall be luminous Light Emitting Diodes (LED) mount ed in center of 

letters on red color stable plastic or fiberglass. 

2. Double-Faced Fixtures: Provide double-faced fixt ures where required 

or as shown on drawings.  
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3. Directional Arrows: Provide directional arrows a s part of the 

inscription panel where required or as shown on dra wings. 

Directional arrows shall be the "chevron-type" of s imilar size and 

width as the letters and meet the requirements of N FPA 101. 

G. Voltage: Multi-voltage (120 – 277V). 

2.7 LED LIGHT FIXTURES 

A. General: 

1. LED light fixtures shall be in accordance with I ES, NFPA, UL, as 

shown on the drawings, and as specified. 

2. LED light fixtures shall be Reduction of Hazardo us Substances 

(RoHS)-compliant. 

3. LED drivers shall include the following features  unless otherwise 

indicated: 

a. Minimum efficiency: 85% at full load. 

b. Minimum Operating Ambient Temperature: -20˚ C. ( -4˚ F.) 

c. Input Voltage: 120 - 277V (±10%) at 60 Hz. 

d. Integral short circuit, open circuit, and overlo ad protection. 

e. Power Factor: ≥ 0.95. 

f. Total Harmonic Distortion: ≤ 20%. 

g. Comply with FCC 47 CFR Part 15. 

4. LED modules shall include the following features  unless otherwise 

indicated: 

a. Comply with IES LM-79 and LM-80 requirements. 

b. Minimum CRI 80 and color temperature 3000˚ K unl ess otherwise 

specified in LIGHTING FIXTURE SCHEDULE.  

c. Minimum Rated Life: 50,000 hours per IES L70. 

d. Light output lumens as indicated in the LIGHTING  FIXTURE 

SCHEDULE. 

B. LED Downlights: 

1. Housing, LED driver, and LED module shall be pro ducts of the same 

manufacturer. 

C. LED Troffers: 

1. LED drivers, modules, and reflector shall be acc essible, 

serviceable, and replaceable from below the ceiling . 

2. Housing, LED driver, and LED module shall be pro ducts of the same 

manufacturer. 



12-01-12 

26 51 00 - 8 

PART 3 - EXECUTION  

3.1 INSTALLATION  

A. Installation shall be in accordance with the NEC , manufacturer's 

instructions, and as shown on the drawings or speci fied.  

B. Align, mount, and level the lighting fixtures un iformly. 

C. Wall-mounted fixtures shall be attached to the s tuds in the walls, or 

to a 20 gauge metal backing plate that is attached to the studs in the 

walls.  Lighting fixtures shall not be attached dir ectly to gypsum 

board. 

D. Lighting Fixture Supports:  

1. Shall provide support for all of the fixtures. S upports may be 

anchored to channels of the ceiling construction, t o the structural 

slab or to structural members within a partition, o r above a 

suspended ceiling.  

2. Shall maintain the fixture positions after clean ing and relamping.  

3. Shall support the lighting fixtures without caus ing the ceiling or 

partition to deflect.  

4. Hardware for recessed fluorescent fixtures:  

a. Where the suspended ceiling system is supported at the four 

corners of the fixture opening, hardware devices sh all clamp the 

fixture to the ceiling system structural members, o r plaster 

frame at not less than four points in such a manner  as to resist 

spreading of the support members and safely lock th e fixture into 

the ceiling system.  

b. Where the suspended ceiling system is not suppor ted at the four 

corners of the fixture opening, hardware devices sh all 

independently support the fixture from the building  structure at 

four points.  

E. Furnish and install the new lamps as specified f or all lighting 

fixtures installed under this project, and for all existing lighting 

fixtures reused under this project. 

F. The electrical and ceiling trades shall coordina te to ascertain that 

approved lighting fixtures are furnished in the pro per sizes and 

installed with the proper devices (hangers, clips, trim frames, 

flanges, etc.), to match the ceiling system being i nstalled. 

G. Bond lighting fixtures to the grounding system a s specified in Section 

26 05 26, GROUNDING AND BONDING FOR ELECTRICAL SYST EMS. 
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H. At completion of project, replace all defective components of the 

lighting fixtures at no cost to the Government.  

3.2 ACCEPTANCE CHECKS AND TESTS  

A. Perform the following: 

1. Visual Inspection: 

a. Verify proper operation by operating the lightin g controls. 

b. Visually inspect for damage to fixtures, lenses,  reflectors, 

diffusers, and louvers.  Clean fixtures, lenses, re flectors, 

diffusers, and louvers that have accumulated dust, dirt, or 

fingerprints during construction. 

2. Electrical tests: 

a. Exercise dimming components of the lighting fixt ures over full 

range of dimming capability by operating the contro l devices(s) 

in the presence of the Project Engineer.  Observe f or visually 

detectable flicker over full dimming range, and rep lace defective 

components at no cost to the Government. 

b. Burn-in all lamps that require specific aging pe riod to operate 

properly, prior to occupancy by Government.  Burn-i n period to be 

40 hours minimum, unless specifically recommended o therwise by 

the lamp manufacturer.  Burn-in dimmed fluorescent and compact 

fluorescent lamps for at least 100 hours at full vo ltage, unless 

specifically recommended otherwise by the lamp manu facturer.  

Replace any lamps and ballasts which fail during bu rn-in. 

3.3 FOLLOW-UP VERIFICATION 

A. Upon completion of acceptance checks and tests, the Contractor shall 

show by demonstration in service that the lighting systems are in good 

operating condition and properly performing the int ended function. 

---END--- 
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SECTION 27 10 05 
COMPUTER NETWORK AND TELEPHONE WIRING SYSTEM 

PART 1 - GENERAL 

1.1 SECTION INCLUDES 

  This section includes the furnishing and installa tion of the following: 

  A.  Raceway distribution system. 

  B.  Computer and telephone wiring. 

  C.  Workstation communications outlets. 

  D. Data rack and patch panels. 

  F.  Horizontal cabling patch panels. 

  G.  Premise testing. 

  H.  Equipment. 

1.2 RELATED SECTIONS 

  A.  Section 26 05 11 – Requirements for Electrica l Installations 

  B.  Section 26 05 33 – Raceway and Boxes for Elec trical Systems 

  C.  Section 26 27 26 – Wiring Devices. 

1.3 REFERENCES 

  A.  ANSI/TIA/EIA 568A - B.1, B.2, B3 Commercial B uilding Telecommunications 

Cabling Standard. 

  B.  ANSI/TIA/EIA 569A Commercial Building Standar d Telecommunications 

Pathways and Spaces. 

  C.  ANSI/TIA/EIA 606 Administration Standard for the Telecommunications 

Infrastructure of Commercial Buildings. 

  D.  NFPA 70 National Electrical Code. 

  E.  BICSI TDMM (Building Industry Consulting Serv ice International, 

Telecommunications Distribution Methods Manual and Telecommunications 

Cabling Installation Manual). 

1.4 PROJECT RECORD DOCUMENTS 

  A.  Submit record documents under provisions of S ection 26 05 11. 

  B.  As-built record drawings to be provided to Ow ner/Engineer before final 

payment. 

1.5 SHOP DRAWINGS 

  A.  Submit in accordance with Section 01 33 23. 

  B.  Submit conductors, jacks, racks, and patch pa nels. 

1.6 SYSTEM DESCRIPTION 

  A.  Horizontal and workstation pathways conform t o ANSI/EIA/TIA 569A, using 

raceway and patch panels as indicated. 
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  B.  Premise Wiring:  Horizontal and workstation c omplete from communication 

room to each outlet, using conductors and other equ ipment as specified. 

  C.  All premise wiring to be of one manufacturer.    

1.7 QUALITY ASSURANCE 

  A.  Perform work in accordance with BICSI TDMM an d ANSI/EIA/TIA standards. 

1.8 QUALIFICATIONS 

  A.  Installer:  Company specializing in installin g data communications 

wiring with minimum of three years project experien ce and BICSI 

certified as an installer at start of installation.  

  B.  Installer:  Must submit documentation of qual ifications before start of 

installation. 

1.9 REGULATORY REQUIREMENTS 

  A.  Conform to requirements of NFPA 70 and applic able building codes. 

  B.  Furnish products listed and classified by Und erwriters Laboratories, 

Inc., as suitable for purpose specified and indicat ed. 

1.10 MAINTENANCE/WARRANTY 

  A.  Manufacturer shall warranty and provide maint enance service for 15 

years minimum on the network system and a lifetime for products used in 

the system. 

  B.  Submit documentation stating warranty at proj ect closeout. 

1.11 COPPER CONDUCTOR CABLE TESTING 

  A.  Contractor shall perform and document all con ductor tests.  Return one 

copy of testing report to the Engineer and one copy  to the Owner. 

  B.  All Category 6 Enhanced conductors shall be t ested and certified for 

ANSI/EIA/TIA, 568A, TSB-67 standards and ANSI/TIA/E IA-TSB-95. 

  C.  All copper station runs must be tested after final installation and 

termination.  All data cable runs shall be document ed with a hard copy 

printout of the test results.  This printout shall be bound and 

delivered to the Owner prior to final payment. 

  D.  The Owner requires that the Scope/HP Wirescop e 350 Level III, or 

approved equal tester be utilized for all copper da ta testing. 

  E.  The Owner requires that the company/individua l testing the cable be 

manufacturer certified for products provided. 

PART 2 - PRODUCTS 

2.1 CONDUIT AND OUTLETS 

  A.  As specified in Section 26 05 33 – Conduit Sy stems. 

  B.  Conduit Size: Minimum 3/4 inch with larger si zes where noted on 

Drawings. 
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  C.  Four-inch square box with single gang plaster  ring. 

2.2 OUTLET COVER PLATES 

  A.  As specified in Section 26 27 26 – Wiring Dev ices. 

  B.  Cover Plate:  Ivory. 

2.3   WORKSTATION COMMUNICATIONS OUTLETS 

  A.  Connector modules shall be equal to Panduit C J6X88TGEI to match 

existing Fargo VAMC standard. 

1. ANSI/TIA/EIA-T568B wiring configuration. 

2. Category 6 Enhanced (500 MHz) power sum connecto r. 

Modular faceplates shall be Panduit Mini-Com Execut ive Series 

faceplates. 

a. One, two, four and six-port single gang and 10-p ort double 

gang faceplates as required.  Panduit part numbers CFPE1-

IW, CFPE2-IW, CFPE4-IW, CFPE6-IW, and CFPE10IW-2G. 

3. Standard Color:  Orange for data connectors, ivo ry for telephone 

connectors. 

4. See Drawings for quantity of connector modules a nd modular 

faceplates. 

5.  Modular Furniture Faceplates:  Provide Panduit CFFPL4BL four module  

    space modular furniture snap-in faceplate with labels for  

    installation in modular furniture where shown o n the drawings.   

    Faceplate to be compatible with the brand of mo dular furniture. 

2.4 COPPER CONDUCTOR 

  A.  Manufacturer:  Equal to General Genspeed 6000 E. 

1.  Category 6 Enhanced. 

2.  Four twisted pair non-shielded. 

3.  23 gauge solid copper conductors. 

4.  U.L. listed MPP/CMP. 

5.  Conductor Resistance: 9.38 ohms/100m nom. @ 20 degr ees C. 

6.  Impedance: 

a.  100±15 ohms 1-100 MHz. 

b.  100±22 ohms 101-250 MHz. 

c.  100±32 ohms 250-500 MHz. 

7.  ACR based on Power Sum NEXT 

a.  >= 15.8 dB/100m @ 200 MHz. 

b.  >= 10.7 dB/100m @ 250 MHz. 

8.  Delay Skew <= 35 ns/100m. 

9.  NVP = 70% speed of light. 
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10. Plenum rated cable. 

2.6  CROSS CONNECTION EQUIPMENT 

1. Connector Blocks for Category 3 Cabling:  Type 1 10 insulation 

displacement connectors; capacity sufficient for ca bles to be 

terminated plus 25 percent spare.  110 blocks shall  be used for 

terminating all copper telephone all copper telepho ne horizontal 

cabling. 

2. Patch Panels for Copper Data Cabling:  Sized to fit EIA standard 

19 inch wide equipment racks; 0.09 inch thick alumi num; cabling 

terminated on Type 110 insulation displacement conn ectors; 

printed circuit board interface.  

a.  Panduit CPP48WBLY 48-port all metal modular patch p anel 

frames, populated with Panduit CJ6X88TGEI modular c onnectors 

(as listed in 2.3) Category 6 enhanced power sum co nnectors. 

b.  Capacity:  Provide ports sufficient for cables to b e 

terminated plus 25 percent spare. 

c.  Labels:  Factory installed laminated plastic namepl ates above 

each port, numbered consecutively; comply with TIA/ EIA-606 

using encoded identifiers. 

d.  Provide incoming cable strain relief and routing gu ides on 

back of panel. 

e.  Chatsworth 30530-719, HORZ MGR DBL UNIV 2U 19 IN, h orizontal 

wire management panels shall be provided between pa irs of 

CPP48 patch panel frames for front and rear patch c able 

management and as necessary above and/or below netw ork 

electronics.  Panduit type WMPV22E, VTR CBL MGT 4X FRT/REAR 

22RU vertical wire management panels shall be provi ded on the 

left and right sides of each rack. 

 2.8 FIRESTOP 

  A.  Provide a firestop system with an “F” rating as determined by UL 1479 

or ASTM E814 which is equal to the time rating of c onstruction being 

penetrated. 

1. For penetrations by non-combustible items includ ing steel pipe, 

copper pipe, rigid steel conduit, and electrical me tallic tubing 

(EMT), the following are acceptable: 

a. Hilti FS 601 elastomeric firestop sealant or Fs 605 HP 

firestop sealant. 

b. 3M fire barrier CP25. 
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c. Nelson CLK firestop sealant. 

2. For fire-rated construction joints and other gap s, the following 

may be used: 

a. Hilti FS 601. 

b. 3M fire barrier CP25. 

c. Nelson CLK firestop sealant. 

3. For penetrations by combustible items (penetrant s consumed by 

high heat and flame) including insulated metal pipe , PVC 

jacketed, flexible cable, or cable bundles, and pla stic pipe 

(closed piping systems), the following are acceptab le: 

a. Hilti FS 611A intumescent firestop sealant. 

b. 3M fire barrier CP 25. 

c. 3M fire barrier FS-195 wrap strip. 

d. Nelson FSP firestop putty, PCS pipe choke system . 

4. For large complex penetrations made to accommoda te cable trays, 

multiple steel and copper pipes, electrical busways  or raceways, 

the following are acceptable: 

a. Hilti FS 635, trowelable firestop compound. 

b. 3M fire barrier CS-195 composite sheet. 

c. Nelson CPS composite sheet, CMP firestop compoun d. 

2.9 COMPUTER CABLE SUPPORT HANGERS 

  A.  J-hooks shall be equal to Erico Caddy Fastene r type CableCat. 

1. Erico Caddy Fastener type CableCat Cat21 J-hook shall be used for 

up to 50 4-pair communication cables. 

2. Manufacturer guidelines shall be used for suppor ting/mounting 

CableCats. 

3. Cable shall be supported at no greater than four -foot intervals. 

4.   Utilize cable hooks only to span across corrid ors or rooms to 

route cables to cable tray as shown on the plans. 

PART 3 - EXECUTION 

3.1 INSTALLATION 

  A.  Support raceways under the provisions of Sect ion 26 05 11. 

  B.  Install cable from all computer and telephone  outlets to rack or 

backboard. 

  C.  Install modular outlets at all locations show n on the Drawings.  

Terminate wiring at both ends. 

  D.  Provide cable supports as required in a neat workmanlike manner. 
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  E.  Color coding of wiring is to be consistent be tween connector modules 

and connector blocks. 

  F.  All cabling shall consist of 4 pair, 1 cable per jack. 

  G.  Install cable in accordance with manufacturer ’s instructions and in 

accordance with ANSI/EIA/TIA 568A standards.  Cable  maximum bend radius 

shall not exceed four (4) times the outside cable d iameter.   

  H.  Bridged taps/splices are not allowed as part of the horizontal wiring 

system. 

  I.  Each workstation jack shall be provided with its own UTP cable 

continuous (without splice) from jack to computer r ack or telephone 

backboard. 

  J.  All penetrations through fire barrier walls o r floors shall consist of 

a conduit sleeve and shall be sealed with an indust ry approved fire 

barrier caulk or compound reamed and bushed. 

  K.  All vertical/horizontal sleeves shall be size d according to station 

count passing through each.  Sized for maximum 60 p ercent fill. 

  L.  Install cable support hooks a maximum of 4'-0 " on center above ceiling. 

  M.  All vertical/horizontal raceways shall be siz ed according to station 

count passing through each.  Sized for maximum 60 p ercent fill. 

  N.  Install a 3/4 inch conduit, minimum from each  workstation outlet 

continuous to the nearest cable tray location in th e corridor ceiling. 

O. Terminate all data cabling on data rack patch pa nels and all telephone 

cables on 110 blocks on the telephone backboard. 

3.2 GANGING WORKSTATION JACKS 

  A.  Where indicated, workstation jacks may be gan ged under a common one 

gang wall plate.  Where the plans show multiple out lets at one location 

they may be ganged into one wall plate. 

3.3 LABELING 

  A.  All horizontal cabling shall be labeled at bo th ends with permanent tag 

indication from which jack the cable originated. 

  B.  Machine labels shall be installed on each wor kstation jack faceplate 

and at the patch panels. 

  C.  All labels shall be a machine label in confor mance with ANSI/EIA/TIA 

606. 

  D.  Numbering of workstation jacks shall be consi stent and match existing 

Veterans Administration standard. 

  E.  Labeling to be verified with Engineer and Own er. 

3.4 CUTTING, PATCHING AND FINISHING 
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  A.  Perform all cutting, patching and finishing r equired for installation 

of electrical work.  Restore surfaces to original c ondition. 

  B.  Cutting, patching and finishing work is subje ct to the direction and 

approval of the Engineer. 

- - - E N D - - - 
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SECTION 27 41 32 
TELEVISION WIRING SYSTEM 

 
PART 1  GENERAL 

1.1 SECTION INCLUDES 

A. Television distribution equipment. 

B. Cable and accessories. 

1.2 RELATED REQUIREMENTS 

A. Section 26 05 26 - Grounding and Bonding for Ele ctrical Systems. 

B. Section 26 05 33 – Raceway and Boxes for Electri cal Systems. 

1.3 REFERENCE STANDARDS 

A. NFPA 70 - National Electrical Code; National Fir e Protection Association; 

2008. 

1.4 SYSTEM DESCRIPTION 

A. Premises wiring for broadband distribution of te levision signal, including 

individual outlets. 

B. Provide a broadband television distribution syst em as described herein. 

The system shall support the distribution of broadb and signals from various 

sources including but not limited to programming fr om local cable provider, 

city offices, satellite receivers as well as progra mming generated locally. 

C. The contractor shall provide all necessary ampli fiers, cables, connectors 

and hardware for a complete and functional broadban d television 

distribution system. 

D. Signal at each outlet:  3 dBmV across 75 ohms, m inimum, plus 5 dB, minus 

0 dB. 

1.5 PERFORMANCE REQUIREMENTS 

A. The broadband television distribution system sha ll be installed to meet 

the following requirements: 

1. Carrier to noise ratio must be greater than 55dB . 

2. Cross-modulation no less than -57dB. 

3. Operating band width on all passive devices shal l be between 5 MHz and 

1000 MHz. 

4. Composite second order distortion less than -60d B. 

5. Composite triple beat distortion less than -60dB . 

6. The amplitude difference between two adjacent ch annels shall be no 

greater than 2dB. 

7. The system shall be free of any signal leakage. 

8. The RF signal level at any outlet shall be no gr eater than +15dB and 

no less than +5dB. 
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9. Isolation between any two outlets shall be a min imum of +20dB for any 

frequencies between 5MHz and 1000 MHz. 

1.6 SUBMITTALS 

A. See Section 01 33 23 - for submittal procedures.  

B. Shop Drawings:  Indicate electrical characterist ics and connection 

requirements.  Show installation details, cable rou ting, and system 

configuration. 

C. Product Data:  Provide showing electrical charac teristics and connection 

requirements for each component. 

D. Manufacturer's Installation Instructions:  Indic ate application 

conditions and limitations of use stipulated by pro duct testing agency.  

Include instructions for storage, handling, protect ion, examination, 

preparation, installation, and starting of product.  

E. Project Record Documents:  Record actual locatio ns of outlets, devices, 

and cable routing. 

F. Maintenance Data:  Basic trouble-shooting proced ures. 

1.7 QUALITY ASSURANCE 

A. Conform to requirements of NFPA 70 and cable tel evision utility company. 

B. Manufacturer Qualifications:  Company specializi ng in manufacturing the 

products specified in this section with minimum thr ee years documented 

experience with service facilities within 100 miles  of Project. 

C. Supplier Qualifications:  Authorized distributor  of specified 

manufacturer with minimum three years documented ex perience. 

D. Installer Qualifications:  Authorized installer of specified manufacturer 

with service facilities within 100 miles of the pro ject. 

E. Products:  Furnish products listed and classifie d by Underwriters 

Laboratories Inc. as suitable for purpose specified  and indicated. 

1.8 MAINTENANCE SERVICE 

A. Furnish service and maintenance of television sy stem for one year from Date 

of Substantial Completion. 

PART 2  PRODUCTS 

2.1 ACCESSORIES 

A. Splitter: 

1. Blonder Tongue SXRS series. 

2. Frequency Response: 5 - 1000 MHZ. 

3. Isolation: 21 dB minimum. 

4. Return Loss: 16 dB minimum. 

5. Insertion Loss: 6.8 dB maximum. 
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6. RFI shielding: 120 dB minimum. 

7. Quantity as required for Television locations as  shown on drawings.  

Provide a cable from each outlet to the nearest IRM  room and connect 

to the existing television cable signal in the area . 

B. Receptacles: 

1. Manufacturer: Panduit CMFSR series. 

2. Mini-com self-terminating F connector. 

3. Provide with matching Panduit Mini-Com faceplate , color to match 

devices specified in Section 27 10 05. 

C. Branch Distribution Cable: 

1. Description:  RG 6/F.  Plenum rated. 

2. Product:  Comm/Scope or equal. 

D. Conduit 

1. As specified in Section 26 05 34 - Conduit. 

2. Size: Minimum 3/4 inch with larger sizes where n oted on drawings. 

E. Outlets 

1. As specified in Section 26 05 37 - Boxes. 

2. Four-inch square box with single gang plaster ri ng. 

PART 3  EXECUTION 

3.1 INSTALLATION 

A. Install in accordance with manufacturer's instru ctions. 

B. Provide proper grounding of television system co mponents and wiring. 

D. Provide raceway system or utilize cable tray sys tem for all cable. 

E. Provide cable continuous from the outlets to the  splitter locationsF.

 System connections will be made to provide the fea tures described and 

specified herein. 

G. Additional connections and cabling may be requir ed to provide a complete 

system. 

H. System connections will be made to provide the f eatures described and 

specified herein. Additional connections and cablin g may be required to 

provide a complete system. 

I. Cabling terminated at each piece of equipment sh all be cut to length and 

terminated with the appropriate connector. The use of tie wraps is necessary 

to maintain the cabling in a neat manner. 

J. Equipment utilizing screw terminals shall have t he conductors tinned prior 

to tightening into the terminals. 

K. Cable should be run in one piece without splices  made. In the event a splice 

is absolutely necessary it shall be done to provide  proper impedance. Video 
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cable shall use a female to female BNC type barrel with crimped BNC 

connectors on each end. Splices must be accessible and not internal to 

conduit as per code regulations 

L. All National, State and Local Electrical, Fire a nd Building Codes apply 

to this project. The contractor must be aware of an d adhere to these codes. 

The Owner shall not be liable for failure of the co ntractor in the following 

code. Any portion of the installation that does not  meet code shall be 

removed and re-installed up to code shall be remove d and re-installed up 

to code by the contractor at their own expense. 

M. All cables and T.V. outlet plates shall be label ed by number or origination 

and termination designation. Labels must be permane nt and legible. Peel 

off numbers is not acceptable unless clear heat shr ink is used over the 

numbers. 

3.2 FIELD QUALITY CONTROL 

A. Measure signal level at each outlet. 

3.3 MANUFACTURER'S FIELD SERVICES 

A. Provide services of manufacturer's technical rep resentative to prepare and 

start systems and supervise final adjustments and t uning of system. 

3.4 ADJUSTING 

A. Adjust work under supervision of manufacturer's field service personnel. 

B. Adjust amplifier gain and make other system adju stments to achieve 

specified output levels at each outlet. 

3.5 DEMONSTRATION 

A. Conduct walking tour of project and briefly desc ribe function, operation, 

and maintenance of each component. 

B. Include demonstration of color television operat ion specified signal level 

at two outlets selected by Owner. 

- - - END - - - 
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SECTION 27 51 25 
PUBLIC ADDRESS SYSTEM 

PART 1 GENERAL 
1.1 DESCRIPTION OF WORK 

A. Provide a complete and functional paging system as shown on the Drawings 

and Specifications. All material including installa tion material shall be 

provided in its entirety whether or not enumerated on the Drawings including 

relays, isolation transformers and termination mate rials. 

1.2 RELATED WORK 

A. Section 26 05 33 – Raceway and Boxes for Electri cal Systems. 

1.3 DESCRIPTION OF SYSTEM 

A. The paging system is to provide audio reproducti on of voice announcements 

via the telephone system.  The new reproduction dev ices shown on the 

drawings shall be connected to the existing system as indicated on the 

drawings. 

1.4 SHOP DRAWINGS 

A. Submit in accordance with Section 01 33 23. 

B. Clearly indicate dimensions, schematic diagrams,  electrical 

characteristics, electrical connections, power requ irements, cabling and 

conduit size requirements.C. Submit a detailed manu facturer's data sheet 

on all equipment and components to be provided. 

1.5 QUALITY ASSURANCE 

A. U.L. listed components. 

B. All components and the system will conform to th e minimum applicable 

standards issued by EIA. All work in conjunction wi th this installation 

will meet the provisions of the National Electrical  Code and other 

applicable codes. 

1.6 DELIVERY, STORAGE AND HANDLING 

A. Deliver to the job site in standard shipping con tainers. Leave labels 

intact. 

B. Store in dry area, protected from the weather. M aintain temperature above 

freezing. 

1.7 INSTALLATION 

A. All system components and cables must be electro nically balanced in nature. 

B. All cable must be arranged in a neat and orderly  fashion using trimmed tie 

wraps and must be fasten securely to prevent them f rom physical damage and 

to minimize visibility. 

C. Speaker mounting hardware used should be install ed as per the 

manufacturer's recommendations. 



 

 27 51 25 - 2   
 

   

D. The systems should be connected to the paging sy stem and configured to allow 

paging override for massaging. 

E. Adjust the transformer taps on all new speakers to provide even sound 

pressure levels in all spaces indicated as having p aging coverage. 

PART 2 PRODUCTS 
2.1 PAGING SYSTEM COMPONENTS 

A. Ceiling Mount Distributed Speaker - Recessed Mou nted 

1. Manufacturer: Atlas Sound C803A or equal 

a. 2-way coaxial mounted, 120 degree coverage, 8 in ch LF driver with 

3 inch HF driver, with 70 Volt, 16 watt multi-tap t ransformer. 70 

Hz to 15 kHz frequency response.  Sensitivity of 98  dB at 1 watt, 

1 meter. 

b. Back box - Atlas Sound 191-78-8 with 164-8 baffl e or equal.  Baffle 

to me white in color to match ceiling. 

2. Provide where shown on the drawings with require d tile bridges and 

mounting hardware. 

2.2 OUTLETS 

A. As specified in Section 26 05 33 – Raceway and B oxes for Electrical Systems. 

B. 4-inch square box, 2 1/8 inch deep with single g ang ring for mic/aux. jacks. 

2.3 CABLE 

A. 70 Volt Distributed Speaker Cable: 18 AWG two co nductor speaker cable with 

100% overall aluminum shield and drain wire. Cable shall be equal to West 

Penn 293. In plenum spaces use West Penn 25293 or e qual. 

PART 3 EXECUTION 

3.1 GENERAL 

A. All conductors will be installed in conduit, 3/4  inch minimum. 

B. Terminations will be made using screw type termi nals, push-on terminal 

boards, multi-pin connectors or solder lugs with go od, clean solder joints. 

Under no circumstances are any terminations to be t aped. 

C. All incoming cables will be clearly marked as to  origin with printed heat 

shrink tubing. All mic level cables to be labeled w ith white tubing and 

black print, line level cables with blue tubing and  black print, and speaker 

level with yellow tubing and black print. 

D. Equalize sound system and adjust transformer tap s for adequate paging 

coverage in all areas. 

E. All non-speaker level audio lines must be contin uous, shielded cable. All 

termination of such lines must be made in accordanc e with manufacturer's 

specifications for the given electronic devise. All  terminations made at 
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wall plates or cable connectors must be solder type . 

F. All equipment power and signal wiring shall conf orm to NEC and all state 

and local codes. 

- - - END - - - 


